ASBESTOS BULK SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES coLLECTED: October 29, 1993
< ‘VILDING NUMBER BUILDING NAME BVUILDING DESCRIPTION
S225 MoGas Station 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID NoO.
865 J. Kain and B. Kain 110893N
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DPESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1029-3 Exterior east side roof 60% Chrysotile No Fair 900 sq. ft.

Corrugated transite roof panel

Itﬁ is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
materials also contain asbestos and should be treated as such. :




ILEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 3, 1993
{7‘vSUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S S966 Wind Sock Pole with Wind Sock
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (M) CONDITION AMOUNT
No v Silver paint on 4" pole 30,328.3 Good 30 feet high
sample Same as sample L1103-42, building S967

collected

TN

_ -+ assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
» contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: October 29, 1993
QRJILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
- 8225 MoGas Station v : 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 110893M

SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1029-15 Exterior south east poles (6 poles) 8,590.4 Good 60 sq. ft.
Light yellow paint on poles
No Exterior poles (6 poles) 5,268.8 Good 60 sq. ft.

sample Off-white paint on upper section
collected same as sample L1029-10, building number 2127

-is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 3, 1993
| ; ‘fAUlLDlNG NUMBER BUILDING NAME BUILDING DESCRIPTION
= 8228 Sewer Pump House 1 Story Brick
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111693A
SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE | CONDITION AMOUNT
A1103-2 Roof south side None detected No Fair 75 sq. ft.

Roof core shingle and tar paper

;'// i
\

It is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
materials also contain asbestos and should be treated as such. :




LEAD BASED PAINT SAMPLING LoG
NAF MibwAY

THE SZARAS COMPANIES

{ k UILDING NUMBER
SN S228

TSC PROJECT NUMBER

PAGE 1 of 1 DATE SAMPLES COLLECTED: November 3, 1993

BUILDING NAME
Sewer Pump House

BUILDING DESCRIPTION

1 Story Brick

TSC INSPECTOR ' TSC LABORATORY ID No.

865 J. Kain and B. Kain 111593K
SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS (ppM) CONDITION AMOUNT
L1103-13 Exterior east wall 829 Good 800 sq. ft.
Off-white paint on brick (inside and
: outside)
L1103-14 Exterior north side 238.7 Good 200 sq. ft.
Brown paint on deck, door and trim
No Interior 1,339.5 Good 30 lin. ft.
sample Silver paint on 6" pipe - same as sample L1102-6,
collected building $323 _
No Interior 20,902.1 Good 50 sq. ft.
sample Gray paint on pump - same as sample L11002-9,
collected building S323

- Is assumed that anywhere the above identified lead based

- contain lead and should be treated as such.

¥

paint materials are found in the building, that those materials
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ASBESTOS BULK SAMPLING LOG
' NAF MiIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES coOLLECTED: October 29, 1993
{ UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
N 8269 MoGas Tank Tank
TSC PROJECT NU MBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 110893N
SAMPLE . ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1029-2 Exterior top of tank 65% Chrysotile Yes Good 5 sq. ft.
Gasket on plate
18 bolts in cover .
A1029-6 Interior of concrete base None detected No Poor 200 sq. ft.

Black tar

&

Ii is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
materials also contain asbestos and should be treated as such.




LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: October 29, 1993
( ‘UII.DING NUMBER BUILDING NAME BUILDING DESCRIPTION
T 8269 MoGas Tank Tank
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 110893M
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1029-13 Exterior north side 68,614.1 Good 220 sq. ft.

Yellow paint on concrete base

L1029-14 Exterior west side 9,880.9 Good 6' high tank
Silver paint on tank

1 is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
K + contain lead and should be treated as such.

S
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ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 0of 1 DATE SAMPLES coLLEcTED: November 12, 1993
< ‘UVILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
ST S314 Loading Ramp Metal Frame
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

:

It is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
materials also contain asbestos and should be treated as such.




LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLECTED: November 12, 1993
( JUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
. S314 Loading Ramp Metal Frame
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 112393A
SAMPLE

ANALYTICAL

ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (pPM) CONDITION AMOUNT

No No paint N/A
sample
collected

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
[ contain lead and should be treated as such.
N



NI




ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES coLLECTED: November 2, 1993
( VILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S S$323 Sewer Pump House 1 Story Block
TSC PROJECT NUMBER } TSC INSPECTOR ‘ TSC LABORATORY ID No.
865 J. Kain and B. Kain 111593J
SAMPLE . ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1102-1 Roof east side None detected No Fair 175 sq. ft.

Core sample

7N

C

it Vis assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
materials also contain asbestos and should be treated as such. :




LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLEcTED: November 2, 1993
( F‘XUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S $323 Sewer Pump House 1 Story Block
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111593|
SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / PESCRIPTION RESULTS (pPM) CONDITION AMOUNT
L1102-4 Exterior east side 12,0421 Good 550 sq. ft.

White paint on block wall
(interior and exterior same paint)

L1102-5 Interior of north door 165.6 Good 150 sq. ft.
Brown paint on door
(also on trim)

L1102-6 Interior in center of room 1,339.5 Good 25 fin. ft.
Silver paint on 7* pipe

L1102-7 Interior by entrance door 215.7 Fair 175 sq. ft.
Brown paint on floor

L1102-8 Interior in center of room 70,650.0 Good 2 sq. ft.
Yellow paint on valve

<" L1102-9 Interior 20,902.1 Good 50 sq. ft.
(\ B Gray paint on pump

__1s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
K -contain lead and should be treated as such.

S
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ASBESTOS BULK SAMPLING LOG
NAF MIDwAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLECTED: November 1, 1993
( UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
- S361 Pesticide Storage 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 - J. Kain and B. Kain 110893N
SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No Exterior corrugated roof 45% Chrysotile No Fair 175 sq. ft.
sample Transite roof on office
.collected same as sample A1027-27
building 5182, Water Pump House
A1101-7 Exterior roof None detected No Good 175 sq. ft.
Tar on transite -
A1101-8 Exterior roof None detected No Good 400 sq. ft.
Roof core
No Interior roof 15% Chrysotile No Good 175 sq. ft.
sample Transite panel over office
collected same as sample A1026-12
building 9201

It is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
materials also contain asbestos and should be treated as such.



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 1, 1993

( UILDING NUMBER BUILDING NAME BUILDING DESCRIFTION
oy S361

Pesticide Storage

1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 ‘ J. Kain and B. Kain 110893M
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (ppm) CONDITION AMOUNT
L1101-3 Exterior south 699.5 Fair 700 sq. ft.
Blue, gray and red deck paint :
L1101-4 Exterior south side 119.5 Fair 5,000 sq. ft.
Off-white paint on wall (same paint in interior)
L1101-5 Interior southwest side 565.6 Fair 250 sq. ft.

Brown paint on door

_Is assumed that anywhere the above identified lead based
( contain lead and should be treated as such.

paint materials are found in the building, that those materials
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ASBESTOS BULK SAMPLING LoOG
NAF MibwAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 7, 1993
< kUlLDlNG NUMBER BUILDING NAME BUILDING DESCRIPTION
! §305 JP-5 Tank Tank
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

;
{
3

.

If is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
materials also contain asbestos and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES

PAGE 1 of 1 DATE SAMPLES COLLECTED: November 7, 1993
(”/ V UVILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
e 8395 JP-5 Tank Tank
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 1116930
SAMPLE ANALYTICAL
ID NoO SAMPLE LOCATION / DESCRIPTION RESULTS (ppM) CONDITION AMOUNT
L1107-2 Exterior south side 24,9242 Fair 450 sq. ft.
Silver paint on tank
No Exterior 2,3235 Fair 50 sq. ft.
sample Red deck paint - same as sample L1106-27,
collected building 336
No Exterior 76.3 Good 60 sq. ft.
sample Beige paint on pedestal - same as sample
collected L1107-1, building 3516

_.is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
{ contain lead and should be treated as such.

L
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 2, 1993
( \ UVILDING NUMBER ’ BVUILDING NAME ‘ BUILDING DESCRIPTION
N 5402 Fuel Tank Portable Tank
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS _ FRIABLE CONDITION AMOUNT
No Portable building N/A
sample (portable buildings not to be tested)
collected

‘

It is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
materials also contain asbestos and should be treated as such.




LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLECTED: November 2, 1993
—
( UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
AN
) S402 Fuel Tank Portable Tank
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
No Painted silver N/A
sample (portable buildings not to be tested)
collected :

.4 assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( contain lead and should be treated as such.






ASBESTOS BULK SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES CcOLLECTED: October 29, 1993
( ;UII.DING NUMBER BUILDING NAME BUILDING DESCRIPTION
oy 8426 Satellite Dishes Satellite
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

-

(

It is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
materials also contain asbestos and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDwAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES coLLECTED: October 29, 1993
( B ‘UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
R 8426 _ Satellite Dishes Satellite
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 110893M
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1029-7 Exterior antenna 3,794.4 Fair 100 sq. ft.
Blank paint on stand
L1029-8 Exterior antenna 4435 Fair 100 sq. ft.
Silver paint on stand
L1029-9 Exterior antenna dish 130.7 Good 250 sq. ft.

White paint on dish

. assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( ~ contain lead and should be treated as such.






ASBESTOS BULK SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES cOLLECTED: October 29, 1993

( UILDING NUMBER
\\7

S464

BUILDING NAME
Fuel Farm MoGas Pump House

BUILDING DESCRIPTION

1 Story

TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.

865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE | CONDITION AMOUNT
No Roof - corrugated 60% Chrysotile No Good 1,200 sq. ft.
sample Transite
collected Same as sample A1029-3

e

.

It is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
materials also contain asbestos and should be treated as such.




LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 1, 1993
y—
( 'UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S S464 Fuel Farm MoGas Pump House 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 110893M
SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS (pPM) CONDITION AMOUNT
L1029-19 Interior east side 675.0 Good 1,200 sq. ft.

Red paint on deck

L1029-20 Interior west side 3,390.2 Good 1,200 sq. ft.
Silver paint on beams

L1029-21 Interior north side 259.7 Good 2,700 sq. ft.
Off-white paint on wall

L1029-22 Interior north door 177.4 Good 500 sq. ft.
Brown paint on door
No Exterior 7,425.0 Good 2,700 sq. ft.
sample Paint same as sample L1029-24, building 4201
collected

_S assumed thai anywhere the above identified lead based paint materials are found in the building, that those materials
 contain lead and should be treated as such.

/
/

N



ASBESTOS BULK SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES CcOLLECTED: October 29, 1993

( ’UILDING NUMBER . BUILDING NAME BUILDING DESCRIPTION
T Behind Number S464 JP-5 Defueler Pump House Pump House

TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.

865 J. Kain and B. Kain 110893L
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1028-17 Exterior, tank gasket 70% Chrysotile No Good 20 sq. ft.

‘s assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
-aterials also contain asbestos and should be treated as such.

(

AN

~—



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES coLLECTED: October 29, 1993
r/’ ‘v‘UlLDING NUMBER BUILDING NAME BUILDING DESCRIPTION
Behind Number S464 JP-5 Defueler Pump House Pump House
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 110893M
SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
No Same as sample L1029-21, 259.7 Fair 250 sq. ft.
sample building S464
collected ~
No Same as sample L1029-22, 1774 Fair 100 sq. ft.
sample building $S464
collected

+ .--8 assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( contain lead and should be treated as such.

~.
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ASBESTOS BULK SAMPLING LoOG
NAF MibwAy

THE SZARAS COMPANIES

PAGE 1 0f 1 DATE SAMPLES COLLECTED: November 10, 1993
j m—
< UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
: $582 Tank JP-5 Tank

TSC PROJECT NUMBER TSC INSPECTOR

TSC LABORATORY 1D No.
865 J. Kain and B. Kain 112393G
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1110-44 Exterior west side None detected No Good 25 sq. ft.
Black tar
A1110-45 Exterior top 90% Chrysotile Yes Good 4 sq. ft.
Gasket on bolt plate .

" is assumed that anywhere the above identified asbestos containin
- terials also contain asbestos and should be treated as such.

C

g building materials are found in the building, that those



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLECTED: November 10, 1993
) ‘lUlI..DING NUMBER BVUILDING NAME BUILDING DESCRIPTION
R 8582 Tank JP-5 Tank
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 . J. Kain and B. Kain 112393C
SAMPLE ) ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1110-36 Exterior west side 59,036.4 Good 400 sq. ft.

Silver paint on tank

.« assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
» contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 8,1993
[’/ - \‘JUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION o
N S598 Abandoned Concrete Building 1 Story Concrete Building
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111693L
SAMPLE ANALYTICAL '
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1108-15 Roof None detected No Poor 5,040 sq. it.
Tar on concrete
A1108-16 Exterior None detected No Poor 10,000 sq. ft.
Concrete

" is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
- Aterials also contain asbestos and should be treated as such.
// . ‘
\



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLECTED: November 8, 1993
( b/‘rUll.DlNG NUMBER BUILDING NAME BUILDING DESCRIPTION
N S598 Abandoned Concrete Building 1 Story Concrete Building
TSC PROJECT NUMBER T/SC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain : 111693M
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (pPM) CONDITION AMOUNT
.No No paint on building N/A
sample (no access to interior of building -
collected sealed with concrete)

- Is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials

{ » contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 2, 1993
(/, ‘UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
N S692 Sewer Pump House : 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No. .
865 J. Kain and B. Kain 111593J
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT -
EXTERIOR: _
A1102-4 North side 35% Chrysotile No Fair 650 sq. ft.
Corrugated transite siding
A1102-5 Roof None detected No Fair 20sq. ft.
Roof core
Square vent on roof center
A1102-6 Roof east side of building None detected No Fair 200 sq. ft.
Roof core '

P
; “

is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
__ aterials also contain asbestos and should be treated as such. ‘

<



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 2, 1993

( JVILDING NUMBER BUILDING NAME BUILDING DESCRIPTION

S692 Sewer Pump House 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111593lI
SAMPLE ANALYTICAL
ID NoO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1102-19 Exterior northeast wall 511.9 Poor 150 sq. ft.
Brown paint on door
L1102-20 Exterior northeast wall 27,9545 Poor 650 sq. ft.
Off-white paint on transite siding
No Silver paint on 6" pipe 1,339.5 Good 30' fin. ft.
sample Same as sample L1102-6, building S323
collected
No Gray paint on pump 20,902.1 Good 50 sq. ft.
sample Same as sample L1102-9, building S323
collected

Pl ™.

//
{
\

-1s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
' contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZAR AS COMPANIES PAGE 1 of 1 DATE SAMPLES coLLECTED: November 3, 1993
‘g‘;’/ UILDING NUMBER BUILDING NAME . BUILDING DESCRIPTION
N $966 Wind Sock Pole with Sock
TSC PROJECT NUMBER TSC INSPECTOR . i TSC LABORATORY ID No.
865 J. Kain and B. Kain - N/A
SAMPLE ANALYTICAL
iD NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

AN

~ is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
_aterials also contain asbestos and should be treated as such.

.






ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

;l!'ﬂE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 3, 1993
( ,Ul!.DING NUMBER BUILDING NAME BUILDING DESCI?IPTIO.N
S S967 Wind Sock Pole with Wind Sock
TSC PROJECT NUMBER TSC INSPECTOR A TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

" is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.

C



LLEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES coOLLECTED: November 3, 1993
(, i VkalI.DING NUMBER BUILDING NAME BUILDING DESCRIPTION
8967 Wind Sock Pole with Wind Sock
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111593K
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION RESULTS (FPFPM) CONDITION AMOUNT
L1103-42 Silver paint on 4" pole 30,328.3 Good | 30 feet high

s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( » contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 3, 1993

:UILDING NUMBER BUILDING NAME . . BUILDING DESCRIPTION

' 81119 Electrical Sub-Station 1 Story Block
TSC PROJECT NUMBER TSC INSPECTOR A i TSC LABORATORY ID No.

865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample :
collected

" is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
_ aterials also contain asbestos and should be treated as such.

/



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 101 DATE SAMPLES COLLECTED: November 3, 1993
< ‘lUlLDING NUMBER BUILDING NAME . BUILDING DESCRIPTION
' S1119 Electrical Substation 1 Story Block
TSC PROJECT NUMBER TS5C INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111593K
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOURNT
L1103-28 Interior south side 143.2 Fair 60 sq. ft.
: Light brown paint on pedestal
No Exterior 5,380.0 Good 125 sq. ft.
sample Dark brown paint on door - same as sample
collected L1102-15, building 400
No Interior 4715 Good 100 sq. ft.
sample Gray paint on voltage box - same as sample
collected L1102-16, building 400
L1103-29 Exterior south side 685.8 Poor 600 sq. ft.

Off-white paint on block

/"‘\.

—--1s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
y contain lead and should be treated as such.

\\,
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 0f 1 DATE SAMPLES coLLEcTED: November 15, 1993
(’ \‘UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S S$3127 Potable Water Storage Under Ground Water Tank
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 112393E
SAMPLE : ANALYTICAL
iD NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1115-4 Exterior west side None detected No Fair 12,000 sq. ft.

Tar on top of concrete cover

is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
__ aterials also contain asbestos and should be treated as such.



LLEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES COLLECTED: November 15, 1993
(, UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
. 83127 and S3126 Potable Water Storage Underground Water Tank
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 112393E
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
EXTERIOR:
No West side 39,795.9 Fair 100 sq. ft.
sample Yellow paint on vents
collected Same as sample L1112-40, building 347
No West side None detected Fair 100 sq. ft.
sample Blue paint on manhole covers
collected Same as sample L1115-7, building 3501
L1115-9 West side 28.0 Fair 2,500 sq. ft.

White paint on concrete side

L1115-8 ‘ West side 24,0159 Fair 100 sq. ft.
Burnt orange paint on poles

ts assumed that anywhere the above identified lead based paint materials are found in the building, that those materials

( contain lead and should be treated as such.
N
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ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 0f 1 DATE SAMPLES coLLECTED: November 14, 1993
</\ UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
' S3128 and S4123 Tennis Court Tennis Court
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No Tar 3% Chrysotile No Poor 3,600 sq. ft.
sample : Same as sample A1103- 1,
collected building $4121

" is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
__aterials also contain asbestos and should be treated as such.

(
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LEAD BASED PAINT SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 0f 1 DATE SAMPLES COLLECTED: November 14, 1993
(i .‘UlLDING NUMBER BUILDING NAME BUILDING DESCRIPTION
$3128 and S4123 Tennis Courts 2 Tennis Courts
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 112393F
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT

EXTERIOR $3128:

L1114-22 West side 56,861.7 Poor 25 sq. ft.
Yellow paint on court

L1114-23 West side 184.8 Poor 500 sq. ft.
Green paint on court

L1114-24 West side 13,112.9 Poor 500 sq. ft.
Red paint on court

¢ No - $4123 same as sample L1114-22, 23 and 24 56,861.7 Poor same as above
\. sample |- above
collected

_-1s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( » contain lead and should be treated as such.

.
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ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES COLLECTED: November 15, 1993
( ‘UlLDING NUMBER BUILDING NAME BUILDING DESCRIPTION
N 83520 Anchor Anchor
TSC PROJECT NUMBER TSC INSPECTOR . TSC LABORATORY ID NoO.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

SN

is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
_aterials also contain asbestos and should be treated as such.

(



LEAD BASED PAINT SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 0of 1 DATE SAMPLES coLLEcCTED: November 15, 1993
( ‘leLDING NUMBER . BUILDING NAME BUILDING DESCRIPTION
™ S3520 Anchor Anchor
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 112393E
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1115-42 Exterior base west side 1,363.2 - Good 55 sq. ft.

Blue paint on concrete base

L1115-43 Exterior anchor west side 72,500.0 Good 150 sq. ft.
White paint on anchor

- Is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( ) contain lead and should be treated as such.






ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 0f 1 DATE SAMPLES coLLECTED: November 12, 1993
P
( \UILDING N®JMBER BUILDING NAME BUILDING DESCRIPTION
83523 Anchor Anchor
TSC PROJECT NUMBER TSC INSPECTOR . . TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

's assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
__aterials also contain asbestos and should be treated as such.

¢



LLEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE sAMPLES coLLECTED: November 12, 1993
( \LUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
83523 Anchor Anchor

TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.

865 J. Kain and B. Kain 112393A
SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS (ppM) CONDITION AMOUNT
EXTERIOR:
L1112-28 North side 30,1329 Poor 100 sq. ft.

Blue paint on concrete base

L1112-29 North side 27,9737 Poor 150 sq. ft.
White paint on anchor

L1112-30 North side 42037 Poor 100 sq. ft.
Black paint on chain

-5 assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
> contain lead and should be treated as such.

i1






ASBESTOS BULK SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES cOLLECTED: November 12, 1993
(‘\“y’UlLDlNG NUMBER BUILDING NAN!E . . BUILDING DESCRIPTION
S$3527 8ign (Security Office) Sign
TSC PROJECT NUMBER TSC INSPECTOR . . TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

“ is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
_ aterials also contain asbestos and should be treated as such.

C



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES

PAGE 1 0f 1 DATE SAMPLES coLLECTED: November 12, 1993
( 7 ‘lUlLDlNG NUMBER BUILDING NAME BUILDING DESCRIPTION
b 83527 Sign (Security Office) Sign
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY 1D No.
865 J. Kain and B. Kain 112393A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
EXTERIOR:
L1112-26 Black paint on pole 5,889.2 Fair 50 sq. ft.
L1112-27 White paint on chain 58,958.3 Fair 10 sq. ft.
No Blue paint on base 30,132.9 Fair
sample

Same as sample L1112-28, building $3523
collected

is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( ) contain lead and should be treated as such.






ASBESTOS BULK SAMPLING LOG
NAF MiDwWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES COLLECTED: November 4, 1993
S
( \‘-UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
.. 83528 Fuel Pump Stand Stand and Pump
TSC PROJECT NUMBER TSC INSPECTOR i A TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

* is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.

{ i



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10of 1 DATE SAMPLES COLLECTED: November 4, 1993
( \~.UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
$3528 Fuel Pump Stand Stand and Pump
TSC PROJECT NUM#ER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111693B
SAMPLE ANALYTICAL
iD NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1104-8 Exterior south side 120,203.1 Fair 120 sq. ft.
Yellow paint on stand leg
No Yellow paint on curbs of boat ramp 120,203.1 Fair 600 sq. ft.
sample Same as sample L1104-8, this building
collected

1s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
y contain lead and should be treated as such.






ASBESTOS BULK SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES CoLLECTED: November 3, 1993
(/A‘ ‘UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
N S4121 Tennis Court (Abandoned) Concrete Pad
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111693A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1103-1 Exterior 3% Chrysotile No Poor © | 3,600 sq. ft.
On concrete

Black tar on court

" is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.

{0
\\



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f1 DATE SAMPLES coLLEcTED: November 3, 1993
( VleLDING NUMBER BUILDING NAME BUILDING DESCRIPTION
~r S4121 , Tennis Court (Abandoned) Concrete Pad
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID NoO.
865 J. Kain and B. Kain 111593K
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1103-9 Green paint on concrete* 1,619.7 Poor
3,600 sq. ft.
(total for both
1103-10 Red paint on concrete* 134.9 Poor paint colors)

*Green and red paints mixed on slab

. Is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
& 1 contain lead and should be treated as such.
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- ASBESTOS BULK SAMPLING LOG
NAF MiDwAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES coLLEcTED: November 1, 1993
< H}UILDING NUMBER BUILDING NAME BUILDING DESCRIP‘I:‘ION

S4129 Fuel Pier Pier

TSC PROJECT NUMBER TSC INSPECTOR . TSC LA’BORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

e N

“ is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.

(

S~ :



LEAD BASED PAINT SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES coLLEcTED: November 1, 1993
N
( T1UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
. S4129 Pier Pier
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 110893M
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1029-50 Exterior on pier mooring cleats 97.9 Good 100 sq. ft.

White paint on cleats

- s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
"& > contain lead and should be treated as such.



ASBESTOS BULK SAMPLING LoOG
NAF MibDwAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 1, 1993
I oy
( IVILDING NUMBER BUILDIN&.‘- NAME BUILDING DESCRIPTION
< 54129 Pier Storage Room (Fuel Farm) 1 Story
TSC PROJECT NUMBER TSC INSPECTOR . TSC LABORATORY ID NoO.
865 J. Kain and B. Kain 110893M
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / PESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

“ is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
_terials also contain asbestos and should be treated as such.

C



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 0f 1 DATE SAMPLES coLLEcTED: November 1, 1993
( V‘XUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S S4129 Pier Storage Room (Fuel Farm) 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 110893M
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1029-51 | Exterior east side 137.2 Good 1,100 sq. ft.

White paint on wood siding
(white inside and outside)

L1029-52 Exterior east side 736 Fair 100 sq. ft.
Brown paint on wood trim on window

s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
> contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLECTED: November 14, 1993
(V\ }UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
g S4136 Concrete Pad Concrete Pad
TSC PROJECT NUMBER TSC INSPECTOR \ TSC LABORATORY ID No.
865 J. Kain and B. Kain 112393J
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1114-6 Debris on center of concrete pad 10% Chrysotile No Poor 25 sq. ft.

Black 9" x 9" floor tile

; / hY

* is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
__ dterials also contain asbestos and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLECTED: November 14, 1993
( kiUlLDING NUMBER BUILDING NAME BUILDING DESCRIPTION
h S4136 Concrete Pad Concrete Pad
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
No . No paint N/A
sample
collected

.5 assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( > contain lead and should be treated as: such.

.
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES cOLLECTED: November 22, 1993
(/ \'?!ILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
N7 8529% Tank JP-5 Tank
TSC PROJECT N UMEER TSC INSPECTOR . TSC LABORATORY ID No.
865 J. Kain and B. Kain 113093H
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sampie
collected

N

" is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
__aterials also contain asbestos and should be treated as such.

{



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES _ PAGE 1 of 1 DATE SAMPLES COLLECTED: November 22, 1993
< JUILDING NUMBER BUILDING NAME h BUILDING DESCRIPTION
'R S5296 Tank JP-5 Tank
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 113093H
SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1122-33 East side 41,5375 Fair 150 sq. ft.

Silver with orange paint

- s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
o contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 8, 1993
< ‘\UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
o S6146 Bunker 1 Story Concrete
TSC PROJECT NUMBER TSC INSPECTOR ) . TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

“ is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such. :

-



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10of 1 DATE SAMPLES coLLEcTED: November 8, 1993
<7 ) fUlLDlNG NUMBER BUILDING NAME BUILDING DESCRIPTION
y S6146 Bunker 1 Story Concrete
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY 1D No.
865 J. Kain and B. Kain 111593
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION - RESULTS (pPM) CONDITION AMOUNT
L1108-11 Exterior south door 3,513.8 Poor 175 sq. ft.
Gray paint on door
L1108-12 Interior south wall 2,283.2 Poor 1,500 sq. ft.

White paint on wall

,/—\\
q 1

~-.s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
() contain lead and should be treated as such.
N
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 8, 1993
,,lﬁ\‘
< JVILDING NUMBER BUILDING NAME BUILDING DESCRIPTION .
P S6194 Bunker 1 Story Tin
TSC PROJECT NUMBER TSC INSPECTOR . . TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE - ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOQUNT
No No suspect ACM N/A
sample
collected

N

I is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
~ tterials also contain asbestos and should be treated as such.



LLEAD BASED PAINT SAMPLING LoOG
NAF MIbwAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 8, 1093
< VRUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
: S6194 Bunker 1 Story Tin
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111593i

SAMPLE ANALYTICAL

ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT

L1108-7 Interior 5,527.8 Poor 150 sq. ft.
. Gray paint on door
L1108-8 Exterior 48,850.6 Poor 150 sq. ft.
Brown paint on door
No interior 2,283.2 Poor 2,400 sq. ft.
sample White paint on wall - same as sample
collected L1108-12, building S6146

/’//\\v

s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
v contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoG
NAF MibwAy

THE SZARAS COMPANIES v PAGE 1 of 1 DATE SAMPLES coLLECTED: November 8, 1993
''''''' 1
( - BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
o $6195 Bunker 1 Story Concrete
TSC PROJECT NUMBER TSC INSPECTOR X TSC LABORATORY ID No.
865 J. Kain and B. Kain
SAMPLE . ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

" is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
_ aterials also contain asbestos and should be treated as such.

VR



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES coLLEcTED: November 8, 1993
{/ BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
oy S6195 Bunker 1 Story Concrete
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain - 111593!
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1108-9 Exterior north side 2,302.3 Poor 600 sq. ft.
White paint on door
1108-10 Exterior north side 17,849.5 Poor 15 sq. ft.

Yellow paint on sign

s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
(” 30 contain lead and should be treated as such.

3
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES coLLECTED: November 14, 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
s 56355 Ball Field Pavilion 1Story
TSC PROJECT NUMBER TSC iNSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 1123934
SAMPLE : ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1114-1 Roof south side None detected No Poor 500 sq. ft.

Roof core shingles and tar paper

* is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES cOLLECTED: November 14, 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
T 86355 Ball Field Pavilion Pavilion
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 112393F
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1114-4 Gray paint on poles 58,840.2 Fair 80 sq. ft.

) is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( Iso contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 0f 1 DATE SAMPLES coLLEcTED: November 14, 1993
( “;ﬂ BUILbING NUMBER BUILDING NAME BUILDING DESCRIPTION
R S6356 Baseball Field Dug-out 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 112393J
SAMPLE ANALYTICAL
IDNO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1114-2 Roof north side None detected No Fair 500 sq. ft.
Roof core
No Roof on lime storage and dug-out None detected No Fair 500 sq. ft.
sample Same as sample A1114-2,
collected above

/ N,

" is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.

-



LEAD BASED PAINT SAMPLING LOG
' NAF MIiDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE saMPLES coLLEcTED: November 14, 1993
(. BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
s S6356 Baseball Field Dug Out 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 112393F
SAMPLE ANALYTICAL.
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1114-5 Goal post 3,305.5 Fair 50 sq. ft.

Black and white paint on pole

L1114-6 East 1,372.0 Fair 1,100 sq. ft.
White paint on walls

LIME STORAGE STAND WITH DUG OUT:

L1114-7 West side 17,880.0 Fair 1,500 sq. ft.
White paint on wall

L1114-8 Brown paint on fence 34,384.0 Fair 1,000 sq. ft.

) is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( Iso contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES COLLECTED: November 2, 1993
.
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
87112 Bunker 1 Story Concrete
TSC PROJECT NumM BER TSC INSPECTOR ) TSC LABORATORY ID No.
865 J. Kain and B. Kain
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM | N/A
sample
collected

* is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
~ aterials also contain asbestos and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1of 1 DATE SAMPLES COLLECTED: November 2, 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
87112 Bunker 1 Story Concrete
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111593|
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1102-44 , Exterior 3,211.3 Poor 200 sq. ft.

Light gray paint on door

L1102-45 Exterior 119,583.3 Poor 100 sq. ft.
Yellow paint on sign

RN

is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
Iso contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 2, 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S7113 Bunker 1 Story Metal
TSC PROJECT NUMBER TSC INSPECTOR . TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
IDNO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

* is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.

TN



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 2, 1993
< BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S7113 Bunker 1 Story Metal
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111593
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1102-41 Exterior 21,4433 Poor 400 sq. ft.

Green paint on south wall

L1102-42 Exterior of door 66,648.3 Poor 250 sq. ft.
Gray/silver paint on south door

L1102-43 Interior north wall 71,666.7 Poor 1,200 sq. ft.
White paint on wall

is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials

( ~ lIso contain lead and should be treated as such.
AN .
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 2, 1993
|
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S7118 Bunker 1 Story Concrete
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111593J
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1102-22 Exterior by door None detected No Poor 5,000 sq. ft.

Concrete wall

NOTE: Doors were rusted shut -
no access into bunker

" is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.

C



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES cOLLECTED: November 2, 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
' S7118 Bunker 1 Story Concrete
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY 1D No.
865 J. Kain and B. Kain 111593|
SAMPLE ANAI.YTIClAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (pPW) CONDITION AMOUNT
L1102-39 Exterior 119,819.6 Poor 275 sq. ft.

Gray paint on door

L1102-40 Exterior 109,097.9 Poor | 100 sq. ft
Beige and yellow paint on wall

is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials:
'so contain lead and should be treated as such.

S
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 2, 1993
.
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
N S7119 Bunker 1 Story Metal
TSC PROJECT NUMBER TSC INSPECTOR . TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A

sample

collected

* is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.

(,,

S



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES COLLECTED: November 2, 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S S7119 Bunker 1 Story Metal
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID NoO.
865 J. Kain and B. Kain 111593|
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1102-46 Exterior 13,351.1 Poor 200 sq. ft.
White paint over gray paint on door
No Interior 71,666.7 Poor 1,200 sq. ft.
sample White paint on wall - same as sample
collected L1102-43, building $7113

N

. is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( 'so contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 2, 1993
-
( BUILDING NUMBER ’ BUILDING NAME BUILDING DESCRIPTION
87121 Bunker 1 Story Metal
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ' ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No / No suspect ACM N/A
sample
collected

P

“ is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.



C

LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 2, 1993
BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S7T121 Bunker 1 Story Metal

TSC PROJECT NUMBER

TSC INSPECTOR

TSC LABORATORY ID No.

Green paint on door

865 J. Kain and B. Kain 111593|
SAMPLE ANALYTICAL
IDNO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
No Interior 71,666.7 Poor 1,200 sq. ft.
sample White paint on wall - same as sample
collected L1102-43, building $7113
L1102-48 Exterior 34,080.4 Poor 400 sq. ft.

is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
JIso contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES | PAGE 1 of 1 DATE SAMPLES COLLECTED: November 2, 1993
ol
( ‘BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
L 87122 Bunker 1 Story Concrete
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111593J
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
EXTERIOR:
A1102-23 By door None detected No Fair 5,000 sq. ft.
Concrete wall
A1102-24 Vent None detected No Good 50 sq. ft.

Black tar on vent

" is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.
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LEAD BASED PAINT SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES coLLEcTED: November 2, 1993
BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S7122 Bunker 1 Story Concrete

TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.

865 J. Kain and B. Kain 111593|

SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1102-49 Exterior north side 4439 Fair 500 sq. ft.
Gray paint on door

L1102-50 Exterior 813.9 Poor 50 sq. ft.

Beige paint on vent

s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
'so contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoG
NAF MibwAY

.~ THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLEcCTED: November 2, 1993
( B BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S7123 Bunker 1 Story Concrete
TSC PROJECT NUMBER . TSC INSPECTOR . TSC LABORATORY 1D No.
865 J. Kain and B. Kain : N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No Exterior None detected No Fair 5,000 sq. ft.
sample Concrete - same as sample A1102-22,
collected building S7118

" is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 2, 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
; S7123 Bunker 1 Story Concrete
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111593|
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1102-52 Exterior 66,758.2 Poor 200 sq. ft.
Gray paint on door -
L1102-51 Interior 84.3 Poor 2,000 sq. ft.

White paint on wall

— & assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
& 'so contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 2, 1993
PEEETS |
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S S7124 Bunker 1 Story Metal
TSC PROJECT NUMBER TSC INSPECTOR . i TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

* is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterlals also contain asbestos and should be treated as such.

<‘\



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10of 1 DATE SAMPLES coLLEcTED: November 2, 1993
(— ‘ BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S7124 Bunker 1 Story Metal
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 1115931
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1102-53 interior 176,710.5 Poor 2,000 sq. ft.
White paint on wall
L1102-54 Exterior 42,551.5 Fair 200 sq. ft.

Gray paint on door

TN
- \
4 4

N

. s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
< 30 contain lead and should be treated as such.

N
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ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES cOLLECTED: November 3, 1993
. L
< BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION .
/ S7125 Bunker 1 Story Tin
TSC PROJECT NUMBER TSC INSPECTOR . i TSC LLABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

“ is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.

(,‘ \

N



LEAD BASED PAINT SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 8, 1993
<71 BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
~/ S§7125 Bunker 1 Story Tin
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 1115931

SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1108-5 Exterior door 106,005.4 Poor 250 sq. ft.
Gray paint on door
L1108-6 Interior 89,587.6 Poor 1,200 sq. ft.

White paint on wall

- . is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
30 contain lead and should be treated as such.

S
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ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES COLLECTED: November 15, 1993
< = BUILDING NUMBER BUILDING NAME BUILDING DESCRIP’I‘iON
. $9131 Concrete Tank Encasement 1Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 112393M
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1115-17 Tar seal at base of tanks None detected No . Good 100 sq. ft.

N

" is.assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
_ aterials also contain asbestos and should be treated as such.

( x



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLECTED: November 15, 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S9131 Concrete Tank Encasement 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 112393E

SAMPLE ANALYTICAL

ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT

L1115-18 Exterior west side 6,349.5 Fair 1,500 sq. ft.
Silver paint on steps and 2 tanks

L1115-19 Exterior west side 5,607.4 Good | 1,100 sq. ft.
Off-white paint on building

s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
'so contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLECTED: November 9, 1993
-

( ) BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
< $9147 Fuel Tank Tank

TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.

865 J. Kain and B. Kain 112393!
SAMPLE ANALYTICAL
IDNO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1109-16 South side None detected No Poor 270 sq. ft.

Black tar on tank

It is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.

-



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 9, 1993
(\ BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
N S9147 Fuel Tank Tank
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID NO.
865 J. Kain and B. Kain 112393H
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DPESCRIPTION RESULTS (PPM) CONDITION AMOUNT
No No paint N/A
sample
collected

» assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( 'so contain lead and should be treated as such.

N
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ASBESTOS BULK SAMPLING LoOG
NAF MIbwWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLECTED: November 8, 1993
-4
( BUILDING NUMBER . BUILDING NAME BUILDING DESCRIPTION
. No Number Available Cemetery Fenced-In Area
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
IDNO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A

sample

collected

" is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
. 2terials also contain asbestos and should be treated as such.
( \



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 8, 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
- No Number Available Cemetery Fenced-In Area
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111693M
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1108-3 Exterior 206.0 Fair 185 lin. ft. of
White paint on fence 3 it. fence

p s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
k Iso contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 6, 1993
e d
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
N Runway 6-24 Runway Marking Runway
TSC PROJECT NUMBER TSC INSPECTOR A TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM N/A
sample
collected

" is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
iterials also contain asbestos and should be treated as such.

< \



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 6, 1993
( : BUILDI NG NUMBER BUILDING NAME BUILDING DESCRIPTION
o Runway 6-24 Runway Marking Runway
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID NoO.
865 J. Kain and B. Kain 111693K
SAMP LE ANALYTICAL
IDNO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1106-3 V marker (location) 71,1425 Good 8,000 sq. ft.

Black paint on concrete (runway marker)

L1106-4 V marker (location) 49,609.4 Good 12,000 sq. ft.
Yellow paint on concrete (runway marker)

s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( 'so contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 3 and November 8, 1993
|
< BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
'*' No Number Available Concrete Pad Concrete Pad
(Northwest of 3522)
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111693H
SAMPLE ANALYTICAL i
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
EXTERIOR:
A1103-3 Tar on concrete None detected No Poor Unknown
A1103-6 South side 43% Chrysotile No Fair New stock

Transite pipes
(bundled new)

s assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
( vaterials also contain asbestos and should be treated as such.
7



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10of 1 DATE SAMPLES coLLECTED: November 4, 1993
< ‘ BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
: No Number Available Concrete Pad Concrete Pad
(Northeast of 3522)
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111693B
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION_ AMOUNT
No No paint on pad N/A
sample .
collected

< " is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
... dlso contain lead and should be treated as such.






ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES coLLECTED: November 4, 1993
o |
( . BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
\ No Number Available Concrete Pad : Concrete Pad
(Southeast side of 5309)
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 111693A
SAMPLE ’ ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1104-26 Exterior Tile - 1-2% Chrysotile No Good 20 sq. ft.
Green 9" x 9" floor tile Mastic - <1% Chrysotile

f-\\

's assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
(' «aterials also contain asbestos and should be treated as such.



LEAD BASED PAINT SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 4, 1993
( ‘ 3VILDING NUMBER BVUILDING NAME BUILDING DESCRIPTION
No Number Available Concrete Pad Concrete Pad
(Southeast side of 5309)
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain ‘N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) ~ CGONDITION AMOUNT
No No paint on pad N/A
sample
collected

( ~is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
~..«180 contain lead and should be treated as such.

3
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ASBESTOS BULK SAMPLING LoG
NAF MIibwAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 3, 1993
( o JUILDING NUMBER . BUILDING NAME BUILDING DESCRIPTION
. No Number Available Concrete Pad Concrete Pad

(By buiiding 140)

TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 _ J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT

A1103-6 Exterior Tile - 1-2% Chrysotile No Poor 50 sq. ft
Charcoal 9" x 9" floor tile Mastic - 6% Chrysotile Mixed
between
A1103-7 Exterior Tile - 1-2% Chrysotile No Poor | A1103-6
Charcoal 12" x 12" floor tile Mastic - 12% Chrysotile 2’1‘103_7

is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
Q -naterials also contain asbestos and should be treated as such.

/
wd



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES cOLLECTED: November 3, 1993
( . BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
. No Number Available Concrete Pad Concrete Pad
(By building 140)
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
No No paint on pad N/A
sample
collected

P

/s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
_ «iso contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLECTED: November 3, 1993
1
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
/ No Number Available Concrete Pad Concrete Pad
(Behind building 2127)
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1103-5 Exterior Tile - <1% Chrysotile No Poor 25 sq. ft.
- Gray floor tile Mastic - <1% Chrysotile

is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
<~ aaterials also contain asbestos and should be treated as such.

;
g



LEAD BASED PAINT SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES cOLLECTED: November 3, 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
: No Number Available Concrete Pad Concrete Pad
(Behind building 2127)
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (M) CONDITION AMOUNT
No No paint on pad : N/A
sample :
coliected

<‘ ' is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
._«1s0 contain lead and should be treated as such.






ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLECTED: November 23, 1993
-1
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
« No Number Available Radar Antenna Building 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 120293C
SAMPLE ANALYTICAL
IDNO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1123-6 Roof None detected No Poor 150 sq. ft.

Roof core, green shingle

Note: Roof caved in - debris all over

It is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.

C



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10of 1 DATE SAMPLES coLLECTED: November 23, 1993
C BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
- No Number Available Radar Antenna Building 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 120293A
SAMPLE ANALYTICAL
Ib NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT

South of Tacan building #6395

EXTERIOR SOUTH SIDE:

L1123-15 Off-white paint on wall 10,275.0 Poor 1,200 sq. ft.

L1123-16 Yellow/gray paint on door 221,875.0 Poor 75 sq. ft.

AT,

_- - Is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
< 'so contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

--."YE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLECTED: November 28, 1993
< “’BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTIOP?
See Numbers Below Flag Pole and Fire Hydrant Flag Pole and Fire Hydrant
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No Fire hydrant, #61 N/A
sample No suspect ACM
collected
No Flag pole, # S5310 N/A
sample No suspect ACM
collected

. is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
< “aterials also contain asbestos and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 0of 1 DATE SAMPLES coLLEcCTED: November 28, 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
See Numbers Below Flag Pole and Fire Hydrant Flag Pole and Fire Hydrant
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 120293K
SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS (peM) CONDITION AMOUNT
L1128-1 Fire Hydrant #61 354,128.8 82 each
Yellow paint

FLAG POLE, # $5310:

L1128-2 Silver paint 6,044.6 50 sq. ft.
L1128-3 Concrete base 450,271.7 100 sq. ft.
Blue paint on pad :
L1128-4 Perimeter of pole 7,000.0 50 sq. ft.
White paint

- is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
< 30 contain lead and should be treated as such.






ASBESTOS BULK SAMPLING LOG
NAF MIiDwAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 9, 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
*  See Tank Numbers Below Water Storage Tanks Tanks
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
IDNO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
No No suspect ACM for the N/A
sample following tanks:
collected 8102, 8101 and 8110

% is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
naterials also contain asbestos and should be treated as such.

N
( \
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LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLEcTED: November 9, 1993
( 3VUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
- See Numbers Below Water Storage Tanks Tanks
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 112393H
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT

EXTERIOR TANK 8102:

L1109-1 North side 21,447.4 Good | 11,000 sq. ft.
White paint
L1109-2 North side 40,994 .6 Good 11,000 sq. ft.

Orange paint

EXTERIOR TANK 8101:

L1109-3 North side , 18,072.9 Good 11,000 sq. ft.
White Paint

~ 11109-4 North side 41,9587 Good | 11,000 sq. ft.
( Orange paint

EXTERIOR TANK 8110:

L1109-5 North side 17,1354 Good 11,000 sq. ft.
White paint
L1109-6 North side 62,578.9 Good 11,000 sq. ft.

Orange paint

« Is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( 30 contain lead and should be treated as such.






ASBESTOS BULK SAMPLING LocG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 0f 2 DATE SAMPLES coLLECTED: November 1, 1993

( h BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
. See Tank Numbers Below Fuel Farm, Fuel Tanks Tank

TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.

865 J. Kain and B. Kain 110893M

SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT

No S-1: No suspeét ACM N/A
sample
collected

No S-2: No suspect ACM N/A
sample v
collected

No S-3: No suspect ACM N/A
sample
collected

No S-4: No suspect ACM N/A
sample ‘
collected

No S-5: No suspect ACM N/A
sample
collected

No S-6: No suspect ACM N/A
sample
(' -~ collected

No S-21: No suspect ACM N/A
sample
collected

No S-22: No suspect ACM N/A
sample
collected

No S-23: No suspect ACM N/A
sample
collected

No S-24: No suspect ACM N/A
sample
collected

No S-26: No suspect ACM N/A
sample
collected

No S-27: No suspect ACM N/A
sample
collected

No S-28: No suspect ACM N/A
sample
collected

\." is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
~aterials also contain asbestos and should be treated as such.

( i



ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 2 0of 2 DATE SAMPLES COLLECTED: November 1, 1993

i

< BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
‘ See Tank Numbers Below Fuel Farm, Fuel Tanks Tank

TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.

865 J. Kain and B. Kain 110893M

SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT

No S-29: No suspect ACM N/A
sample
collected

No S-30: No suspect ACM N/A
sample
collected

No S-32: No suspect ACM N/A
sample
collected

No S-33: No suspect ACM N/A
sample
collected

“ is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
_aterials also contain asbestos and should be treated as such.



ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE10f 1 DATE SAMPLES coLLECTED: November 1, 1993
( : 3UILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
N S-25 Fuel Farm, Fuel Tank Tank
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 110893M
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1029-16 Exterior north side None detected No Fair 300 sq. ft.
Black tar on tank
A1029-18 Roof north side None detected No Poor 8,000 sq. ft.
Roof core
A1029-19 Roof None detected No Poor 1,000 sq. ft.

Black debris laying loose by tank

(

It is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
materials also contain asbestos and should be treated as such.
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ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE

10f 1 DATE SAMPLES coLLEcTED: November 1, 1993

:BUILDING NUMBER BUILDING NAME

See Tank Numbers Below

BUILDING DESCRIPTION

Fuel Farm, Fuel Tank Pipes and Tank
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 110893N
SAMPLE ’ ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
Pipes between
S-31 #404 and S-33 #406
A1029-14 | Exterior north side of block wall None detected No Good 50 sq. ft.
; Black tar on pipe inside block wall
h on south side
A1029-15 }+ Exterior south side of retaining wall 3% Chrysotile No Fair 50 sq. ft.
y y Black tar paper on pipe

* Is assumed that anywhere the above identified

~ aterials also contain asbestos and should be treated as such.

\

asbestos containing building materials are found in the building, that those



THE SZARAS COMPANIES

LEAD BASED PAINT SAMPLING LoOG
NAF MIDWAY

PAGE 1 of 2

DATE SAMPLES COLLECTED: November 4, 1993

-

( BUILDING NUMBER
- See Tank Number Below

BUILDING NAME

Fuel Farm - Fuel Tanks

BUILDING DESCRIPTION

Tanks

TSC PROJECT NUMBER

TSC INSPECTOR

TSC LABORATORY ID No.

865 J. Kain and B. Kain 110893M
SAMPLE ANALYTICAL
" ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (pem) CONDITION AMOUNT
No S-1 tank underground: concrete cover and pipe 111,185.6 Poor 10 sq. ft.
sample Same as sample L1029-49, tank S-2
collected :
L1029-49 S-2 tank underground: concrete cover and pipe 111,185.6 Poor 10 sq. ft.
Silver paint on pipe exterior
No S-3 tank underground: concrete cover and pipe 111,185.6 Poor 10 sq. ft.
sample Same as sample L1029-49, tank S-2
collected
No S-4 tank underground: concrete cover and pipe 111,185.6 Poor 10 sq. ft.
sample Same as sample L1029-49, tank S-2
collected
L1029-45 S-5 tank above ground: exterior south side 11,778.3 Poor 8,000 sq. ft.
Silver paint on tank
" L1029-46 S-6 tank above ground: exterior tank 35,424.2 Poor 8,000 sq. ft.
Silver paint upper section
L1029-47 8-6 tank above ground: exterior tank 3,613.3 Poor 2,000 sq. ft.
Black paint lower 4 feet section
L1029-48 S-21: exterior north side 230,400.0 Poor 500 sq. ft.
Yellow paint on concrete foundation to pipes
No S-22: 230,400.0 Poor 500 sq. ft.
sample Same as sample L1029-48, tank S-21
collected
No 8-23: 230,400.0 Poor 500 sq. ft.
sample Same as sample L1029-48, tank S-21
collected
No S-24: 230,400.0 Poor 500 sq. ft.
sample Same as sample L1029-48, tank S-21
collected
No S-25: 230,400.0 Poor 500 sq. ft.
sample Same as sample L1029-48, tank S-21
collected

s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
‘so contain lead and should be treated as such.




LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE20f 2 DATE SAMPLES COLLECTED: November 1, 1993
( ~ BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
- See Tank Number Below Fuel Farm - Fuel Tanks Tanks
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 110893M
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1029-43 S-25: fuel oil Navy special exterior north side 2,701.6 Poor 15,000 sq. ft.

Silver paint on tank

L1029-44 S-25: fuel oil Navy special exterior north side 9,081.6 Poor 2,000 sq. ft.
Black paint on lower section of tank

1102942 S-27: underground exterior west side 40415 Good 1,000 lin. ft.
Silver paint on conduit pipe around concrete
pad at top of stairs

L1029-38 S-28 JP-5: exterior west side 58,975.0 Good 12,000 sq. ft.
Silver paint on tank

L1029-39 S-29 JP-5: exterior north side 65,277.8 Good 12,000 sq. ft.
Silver paint on tank

- L1029-37 S-30 JP-5: exterior east side 23,4308 Good 12,000 sq. ft.
( Silver paint on tank

L1029-36 S-31 #404: MoGas exterior east side 27.684.2 Good 1,700 sq. ft.
Silver paint on tank

L1029-34 S-32 #407: MoGas exterior east side 377.1 Good 1,600 sq. ft.
Silver paint on tank

L1029-35 S-33 #406: MoGas exterior east side 53,000.0 Good 1,400 sq. ft.
Silver paint on tank

L1029-40 Pipes: exterior north side of S-30 valve 898.5 Good 7,000 ft. est.
system between tanks on fuel pipe
Silver paint on pipe elbow

.8 assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
“so contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10of 1 DATE SAMPLES coLLEcCTED: November 1, 1993
( o BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
Behind Building Number 4201 Defueler Tank Tank
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 110893M
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1029-41 Exterior west side 13,813.1 Good 1,000 sq. ft.

Yellow paint on concrete block
Yellow poles, 35 poles

- & assumed that anywhere the above identified iead based paint materials are found in the building, that those materials
'so contain lead and should be treated as such.



Wavd 1304 A

ONVTISt AVMOIN-ALITIOVE NIV IVAYN
NOLLYHO4H0D LNIW3OVNVYW OINNOId







ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 3, 1993
<" - BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S No Number No Name Available 1 Story Wood Shed

TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.

865 J. Kain and B. Kain 111693A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1103-16 Roof None detected No Poor 100 sq. ft.

Green rolled shingle and tar paper

(Hennesy Ave., south side of street, by
pier #2401)

* is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.

v
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LEAD BASED PAINT SAMPLING LOG
NAF MIbDwWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES cOLLECTED: November 3, 1993

( 'BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION

No Number (Hennesy Ave., No Name Available 1 Story Wood Shed
south side of street, by Pier #2401)

TSC LABORATORY 1D No.

TSC PROJECT NUMBER TSC INSPECTOR
865 J. Kain and B. Kain 111593K
SAMPLE ANALYTICAL
Ip No SAMPLE LOCATION / DESCRIPTION RESULTS (ppM) CONDITION AMOUNT
L1103-34 Interior south side 2,407 .4 Poor 400 sq. ft.

Off-white paint on wall

L1103-35 Exterior southwest side 64.6 Poor 400 sq. ft.

Off-white paint on wall

L1103-36 Exterior southwest side 2,143.7 Poor 100 sq. ft.

Brown paint on doorjamb

- is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
<‘, .50 contain lead and should be treated as such.



-

[GAT &= 9319 A

2 |

=) GASM
BT ASSoUURH T JoqWhN  ond

\.Tl PR—
YL ©




= -
. . b N
p , * N
i
) .
7 B
* .




ASBESTOS BULK SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 0f 1 DATE SAMPLES cOLLECTED: November 22, 1993
(/"" » BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
\ No Number Available Miniature Golf Course 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 113093I
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
A1122-15 Interior of club house Tile - 1-2% Chrysotile No Good 70 sq. ft.
Brown with white and red Mastic - 2%
9" x 9" floor tile Chrysotile

Y

* is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLEcTED: November 22, 1993
Pt
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
- No Number Available Miniature Golf Course 1 Story with Golf Course
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 113093H
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT

EXTERIOR - NORTHEAST OF BUILDING 2403:

L1122-14 Club house walls east side 71,338.4 Fair 250 sq. ft.
Yellow paint on trim

L1122-15 Club house trim east side 175.0 Fair 700 sq. ft.
White paint on wall

L1122-16 Green paint on concrete 33,075.0 Fair 4,500 sq. ft.
. mixed with
L1122-17 & 18
L1122-17 ' Red paint on concrete 1,234.6 Fair Mixed with

L1122-16 & 18

L1122-18 South wall on perimeter of course 2333 Fair Mixed with
Dark blue paint on blocks L1122-17 & 18

_ is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials

( 50 contain lead and should be treated as such.
. 4
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ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 1 DATE SAMPLES COLLECTED: November 22, 1993
— j
( g BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
L No Number Available Electrical Sub-Station 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
Next to building 3503, barracks,
on east side.
No Roof 22% Chrysotile No - Good 250 sq. ft.
sample Corrugated transite panels ‘
collected Same as sample A1117-34,
building 9146

s assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
(’ “aterials also contain asbestos and should be treated as such.

&1



LEAD BASED PAINT SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10of 1 DATE SAMPLES coLLEcTED: November 22,1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
~ No Number Available Electrical Sub-Station 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 ~J. Kain and B. Kain 113093H
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (FPM) CONDITION AMOUNT

Below, east side of building 3503:

EXTERIOR:
L1122-35 West wall 634.8 Good 750 sq. ft.
Off-white paint
L1122-37 North side 252.7 Good 125 sq. ft.

Brown paint on door

INTERIOR:
L1122-36 North side 5,250.0 Good 250 sq. ft.
Red paint on floor
( ] No Gray paint on voltage box 281,887.7 Good 200 sq. ft.
. sample Same as sample L1117-65, building 350
| collected

_ s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( ‘0 contain lead and should be treated as such.
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ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 0f 1 DATE SAMPLES COLLECTED: November 17, 1993
( FV,BUILDING NUMBER - BUILDING NAME BUILDING DESCRIPTION
L See Numbers Below Tanks Tank
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID Né.
865 J. Kain and B. Kain N/A
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
Tanks:
8311, S310, S313 and S312
No No suspect ACM N/A
sample
collected

. is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
_ aterials also contain asbestos and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10f 1 DATE SAMPLES coLLEcTED: November 17, 1993
(j ‘ BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
: See Numbers Below Tanks Tanks
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain 113093C
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
L1117-16 §311, waste oil, south end 238,598.9 Good 500 sq. ft.
Orange paint on tank
L1117-17 8$310, JP-5, south end 494,250.0 Good 2,600 sq. ft.
Silver paint
No 8313, lube oil 238,598.9 Good 2,000 sq. ft.
sample Orange paint
collected Same as sample L1117-16, tank S311
No $312, lube oil 238,598.9 Good 1,000 sq. ft.
sample Orange paint
collected Same as sample L1117-16, tank S311

- is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
o contain lead and should be treated as such.
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LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES DATE SAMPLES COLLECTED: Various Dates
( },BU]LDING NUMBER BUILDING NAME BUILDING DESCRIPTION
N See Below - All Base Housing See Various Below
TS5C PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT

Base housing complexes are as follows:

10 ea., 2-Story Single Family Residence
Building Nos.: 414-419 and 421-424

5 ea., 1-Story Duplexes
Building Nos.: 4208, 4209, 4210, 4212 and 330

47 ea., 2-Story 4-Plexes
Building Nos.: 4205, 4206, 4207, 6301-6324, 6327-6345

All buildings were inspected but only representative samples were
collected since the building materials were consistent throughout each
category of housing. The following logs represent the type of materials

found throughout each particular category of housing.

.« is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( ‘s0 contain lead and should be treated as such.



NAF MIDWAY

2-STORY SINGLE FAMILY RESIDENCE

QUANTITIES OF MATERIALS PRESENT

The following approximate quantities represent the surface areas of where
the lead-based paint or asbestos containing material has been used
in this type of housing unit. Quantities are per unit.

Roof - 1,500 sq. ft.
Exterior Walls - 4,000 sq. ft.
Interior Walls - 6,220 sq. ft.
Floor - 2,385 sq. ft.
Ceilings - 2,385 sq. ft.



LEAD BASED PAINT SAMPLING LoG
NAF MIbwWAY

THE SZARAS COMPANIES PAGE 10of 5 DATE SAMPLES cOoLLECTED: November, 1993
( ‘ /BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
: See Numbers Below Single Family Residence 2 Story
TSC PROJECT NUMBER TSC lNS/PECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (pPM) CONDITION AMOUNT
Building Numbers:
414-419 and 421-424
INTERIOR:
L1127-1 Light green paint on wall 328,750.0 Good
L1127-2 Green paint‘ on wall 4,968.0 Good
L1127-3 White paint on ceiling 17,069.9 Poor
(" L1127-5 White paint on trim 9,835.0 Fair
L1123-1 Red paint on floor 456.2 Fair
L1123-3 Dark beige paint on wall 12,898.9 Good
L1123-4 Off-white paint on window trim 3,414.6 Good
L1126-2 : Blue paint on wall 17,164.9 Fair
L1126-3 Red paint on floor 5451 Fair
L1126-4 Off-white paint on wall 3,572.0 Fair

-n is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
50 contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LoOG
NAF MibwAy

THE SZARAS COMPANIES PAGE 2 0of 5 DATE SAMPLES COLLECTED: November 1993
( \‘;'*BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
‘ Continued Single Family Residence 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABOoRATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PrM) CONDITION AMOUNT
INTERIOR - CONTINUED:

L1126-5 White paint on ceiling 1,766.0 Fair
L1126-6 White paint on baseboard 27,175.0 Fair
L1127-8 White paint'on wall 96,304.3 Fair
L1127-9 Off-white paint on wall 21,861.7 Good
(’7 -« L1126-8 White paint on wall 83,973.7 Fair
L1126-9 Brown paint on fireplace 6,200.0 Fair
L1126-10 White paint on trim 27,750.0 Fair
L1126-12 White paint on wall 982.8 Fair
L1126-20 White paint on wall 247.9 Fair
L1126-21 Beige paint on wall 226,406.2 Good
L1126-22 Yellow paint on ceiling 961.6 Fair

. Is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
0 contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 3 of 4 DATE SAMPLES COLLECTED: November 1993
P
< ;ﬂUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
- Continued Single Family Residence 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 : J. Kain and B. Kain Various
SAMPLE ANALYTICAL .
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (pPM) CONDITION AMOUNT
INTERIOR - CONTINUED:

L1126-13 Light green paint on cabinets - 35,930.8 Good
L1126-14 Off-white paint on trim 80,079.8 Good
L1126-15 Gold paint on walls 20,212.7 Good
L1126-16 White paint on walls 10,605.3 Good
( . L1113-15 White paint on ceiling 1,700.0 Fair
L1113-16 Peach paint on wall 5,308.5 Good
L1113-17 White paint on wall 1,336.3 Good
L1113-18 Brown paint on baseboard 1,278.9 Good
L1113-19 Yellow paint on wall 5,2185 Poor
L1113-20 Beige paint on wall 44,538.5 Good
L1113-21 White paint on wall 1,780.0 Fair

_.n is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
~ 0 contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 4 of 5 DATE SAMPLES COLLECTED: November 1993
( :';BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
- Continued Single Family Residence 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
INTERIOR - CONTINUED:
L1113-22 White paint on wall 1,204 .2 Fair
L1113-23 Biue paint on door 49,107 .1 Fair
L1127-4 Blue paint on wall 8,655.0 Good

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
50 contain lead and should be treated as such.

)



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 5 of 5 DATE SAMPLES COLLECTED: November 1993
( .‘BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
e See Numbers Below Single Family Residence 2 Story
TSC PROJECT NUMBER TSC INSPECTOR ‘ TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
EXTERIOR:
L1127-6 Off-white paint on wall 26,625.0 Good
L1127-7 Brown paint on trim 325,000.0 Good
L1123-2 White paint on wall , 16,290.3 Good
L1126-7 Off-white paint on wall 24,725.0 Fair
( L1126-25 Off-white paint on wall 51,969.7 Fair
L1126-23 Off-white paint on wall 163,868.4 Fair
L1126-24 Orange paint on floor 3444 Good
L1126-11 Brown paint 293,852.9 Fair
L1126-17 Red deck paint 852.6 Fair
L1126-18 Brown paint on door 105,546.8 Fair
L1126-19 Beige paint on wall 116,450.0 Fair
L1113-24 Beige paint on transite siding 6,642.0 Fair
L

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
also contain lead and should be treated as such. :



ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 4 DATE SAMPLES COLLECTED: November 1993
(, PUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
. See Numbers Below Single Family Residence 2 Story

TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ib NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
Building Numbers:
414-419 and 421-424
INTERIOR:
A1127-1 Green with blue and white streaks 10% Chrysotile No Good
9" x 9" floor tile
A1127-2 Beige with white and brown swirls Tile - 2% Chrysotile No Good
12" x 12" floor tile Mastic - 2%
Chrysotile
A1127-3 Green with blue and beige streaks 10% Chrysotile No Good
9" x 9" floor tile
A1127-4 Black with green and off-white streaks | Tile - 8% Chrysotile No Good
9" x 9" floor tite Mastic - <1%
( Chrysotile
T - A1123-1 Red with white streaks 12% Chrysotile No Good
9" x 9" floor tile
A1126-12 Gray with white and red streaks Tile - <1% Chrysotile No Good
9" x 9" floor tile Mastic - 5%
Chrysotile
A1126-13 Beige with brown and white Tile - 6% Chrysotile No Good
9" x 9" floor tile Mastic -
None detected
A1127-5 Red with gold and brown streaks Tile - 7% Chrysotile No Fair
9" x 9" floor tile Mastic -
None detected
A1126-35 Brown with gold and orange streaks Tile - 6% Chrysotile No Fair
9" x 9" floor tile Mastic -
None detected
A1126-36 Gray with black and white streaks Tile - 8% Chrysotile No Fair
9" x 9" floor tile Mastic -
None detected
A1126-37 Red/brown with gold and brown Tile - 25% Chrysotile
streaks Mastic - 4%
Chrysotile

- is assumed that anywhere the above identified asbestos containin
materials also contain asbestos and should be treated as such.

N

g building materials are found in the building, that those




ASBESTOS BULK SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 2 of 4 DATE SAMPLES COLLECTED: November 1993

( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION

Continued Single Family Residence 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
INTERIOR - CONTINUED: ‘
A1126-15 Green with green and white streaks Tile - 10% Chrysotile No Good
9" x 9" floor tile Mastic - 25%
Chrysotile
A1126-17 Dark brown w/beige and orange Tile - 10% Chrysotile No Good
9" x 9" floor tile Mastic -
None detected
A1126-18 | Light gray with black and white marble | Tile - 4% Chrysotile No Good
9" x 9" floor tile: Mastic -
' None detected
A1126-19 Green w/white and black marble Tile - 20% Chrysotile No Good
9" x 9" floor tile Mastic -
None detected
A1126-32 Beige w/shades of brown Tile - 8% Chrysotile No Good
12" x 12" floor tile Mastic - 2%
(- . Chrysotile
~.. A1126-33 | Dark beige w/brown and white streaks | Tile - 10% Chrysotile No Good
12" x 12" floor tile Mastic -
None detected
A1126-25 *Green w/white green streaks Tile - 10% Chrysotile No Good
' 9" x 9" floor tile Mastic -
None detected
A1126-26 White w/gray black streaks Tile - 15% Chrysotile No Good
9" x 9" floor tile Mastic -
None detected
A1126-27 Brown w/white gold streaks 6% Chrysotile No Good
9" x 9" floor tile
A1126-28 Black w/white streaks Tile - 12% Chrysotile No Good
9" x 9" floor tile Mastic - <1%
Chrysotile
A1126-30 | Black wibeige, green and blue marble | Tile - 10% Chrysotile No Good
9" x 9" floor tile Mastic - <1%
Chrysotile

It is assumed that anywhere the above identified as
materials also contain asbestos and should be treat

-

bestos containing building materials are found in the building, that those
ed as such.




o

THE SZARAS COMPANIES

ASBESTOS BULK SAMPLING LoG

NAF MIDWAY

PAGE 3 of4

DATE SAMPLES COLLECTED: November 1993

1BUILDING NUMBER

BUILDING NAME

BUILDING DESCRIPTION

Continued Single Family Residence 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
INTERIOR - CONTINUED:
A1126-31 Black w/blue and white streaks Tile - 2% Chrysotile " No Good
9" x 9" floor tile Mastic - ‘
: None detected
A1113-7 Light blue w/brown and white streaks | Tile - 1% Chrysotile No Good
12" x 12" floor tile Mastic -
None detected
A1113-8 Light gray w/black and white streaks | Tile - 1-2% Chrysotile No Good
12" x 12" floor tile Mastic -
None detected
A1113-9 Light gray w/black and beige streaks | Tile - 1-2% Chrysotile No Good
9" x 9" floor tile Mastic - ,,1%
Chrysctile
A1113-10 Black w/white 9" x 9" floor tile Tile - 8% Chrysotile No Good
Mastic - 2%
-t Chrysotile
( - A1113-11 Red w/white 9" x 9" floor tile Tile - 5% Chrysotile No ‘Good
Mastic - 1%
Chrysotile
A1113-12 Off-white w/beige and white fiecks 5% Chrysotile No Good
12" x 12" floor tile
EXTERIOR:
A1126-14 Roof core None detected No Good
A1126-34 Roof core None detected No Good
A1126-16 Roof core None detected No Good
A1126-29 Roof core and rock roof None detected No Good

is assumed that anywhere the above identified asbes
materials also contain asbestos and should be treate

(-

tos containing building materials are found in the building, that those
d as such.




ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 4 of 4 DATE SAMPLES COLLECTED: November 1993
( V SUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
: Continued Single Family Residence 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain ‘ Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
EXTERIOR - CONTINUED:
A1113-13. 8" transite siding on wall 25% Chrysotile No Good
A1113-25 Roof core None detected No Good

is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
materials also contain asbestos and should be treated as such.

4 \
(o
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NAF MIDWAY

1-STORY DUPLEX

QUANTITIES OF MATERIALS PRESENT

The following approximate quantities represent the surface areas of where
the lead-based paint or asbestos containing material has been used
in this type of housing unit. Quantities are per unit.

Roof

Exterior Walls
Interior Walls
Floor

Ceilings

Pipe Insulation

3,000 sq. ft.
2,600 sq. ft.
3,475 sq. ft.
1,390 sq. ft.
1,390 sq. ft.
50 lineal feet



LEAD BASED PAINT SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 3 DATE SAMPLES COLLECTED: November 1993

o “LBUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
See Numbers Below Housing Duplex 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY 1D NoO.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
Building Numbers:
4208, 4209, 4210, 4212 and 330
INTERIOR:

L1127-26 Off-white paint on wall 8242 Good
L1119-31 Off-white paint wall 94.7 Good
L1119-32 Off-white paint on wall 985.5 Good
L1119-33 Blue gray paint on wall 36,428.6 Poor
L1119-28 Off-white paint on wall 1,658.1 Good
[ L1119-29 Off-white paint in kitchen 14,219.4 Good
L1119-30 Off-white paint on wall 238.6 Good
L1113-5 Off-white paint on wall 521.3 Good
L1113-6 Beige paint on wall 268.2 Good
L1113-7 Light blue paint on wall _ 328.1 Poor
L1113-10 Light blue paint on wall 2,163.3 Good

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
‘also contain lead and should be treated as such.

(-



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 2 of 3 DATE SAMPLES COLLECTED: November 1993
<: V‘.ILBUII.DING NUMBER BUILDING NAME BUILDING DESCRIPTION
s Continued Housing Duplexes 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
INTERIOR - CONTINUED:
L1113-11 Beige paint on wall 16,170.0 Good
L1118-12 White paint on ceiling 640.1 Fair
L1115-49 Off-white paint on wall 2,187 .1 Good
L1115-50 White paint on wall 6,981.5 Fair
L1115-51 Off-white paint o ceiling 818.3 Fair
(, - L1115-53 Off-white paint on ceiling 1,786.9 Poor
L1113-1 Yellow paint on wall 1,911.8 Fair
L1113-2 Lavender paint on wall 731.0 Good
L1113-3 White paint on wall 1,897.3 Good
L1113-4 Celery green paint on wall 21.7 Good

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
also contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 3 of 3 DATE SAMPLES COLLECTED: November 1993
:’( ‘ é_Bun.DlNG NUMBER BUILDING NAME ) BUILDING DESCRIPTION
S Continued Housing Duplexes 1 Story
TSC PROJECT NUMBER TSC INSPECTOR . TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
EXTERIOR:
L1127-24 Off-white paint on walls 2,567.5 Fair
L1127-25 Brown paint on door ‘ 9,767.4 Fair
L1113-8 Beige paint on wall 479.2 Fair
L1113-9 Brown paint on door 4,569.8 Fair
L1115-52 Off-white paint on wall 529.1 Good
( - L1115-54 Brown paint on door and trim 5,399.4 Fair

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
also contain lead and should be treated as such.



ASBESTOS BULK SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 2 DATE SAMPLES coLLECTED: November
(’ ‘ BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S See Numbers Below Housing Duplexes 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
Building Numbers:
4208, 4209, 4210, 4212 and 330
INTERIOR:
A1127-13 Black w/white streaks Tile - 8% Chrysotile No Good
9" x 9" floor tile
A1119-23 Gray w/orange & white streaks Tile - 1-2% Chrysotile No Good
9" x 9" floor tile Mastic - 3%
Chrysotile
A1119-20 Red w/white streaks Tile - 10% Chrysotile No . Good
(under carpet) Mastic - 5%
9" x 9" floor tile Chrysotile
A1119-21 Off-white with gold and white Tile - 2% Chrysotile No Good
12" x 12" floor tile Mastic - 4%
Chrysotile
A1119-22 | Pipe lagging 15% Chrysotile Yes Fair
L Mastic - 55%
( Chrysotile
A1113-3 Green w/navy & off-white streaks Tile - 5% Chrysotile No Fair
9" x 9" floor tile Mastic - 1-2%
Chrysotile
A1113-4 Brown w/orange & white streaks Tile - None detected No Fair
9" x 9" floor tile Mastic - 30%
Chrysotile
A1113-5 Black w/white & green streaks Tile - 8% Chrysotile No Fair
9" x 9" floor tile Mastic - 4%
Chrysotile
A1113-6 Black with white streaks Tile - 10% Chrysotile No Fair
9" x 9" floor tile Mastic - None
detected
A1115-28 | Light brown w/brown and beige flecks | Tile - 5% Chrysotile No Good
9" x 9" floor tile Mastic - 15%
Chrysotile
A1113-1 Light brown w/dark brown & beige Tile - 15% Chrysotile No Fair
streaks Mastic - 1-2%
9" x 9" floor tile Chrysotile
A1113-2 Pipe lagging on water pipes 30% Chrysotile Yes Good

is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
k “aterials also contain asbestos and should be treated as such.



ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES | PAGE 2 of 2 DATE SAMPLES COLLECTED: November 1993
(/—WH\IBUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
: Continued Housing Duplexes 1 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
EXTERIOR:
A1113-24 Rock roof None detected No Good
A1115-27 Core of rock roof None detected No Good

" is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.

C
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NAF MIDWAY

2-STORY 4-PLEXES

QUANTITIES OF MATERIALS PRESENT

The following approximate quantities represent the surface areas of where
the lead-based paint or asbestos containing material has been used

in this type of housing unit. Quantities are per unit.

Roof

Exterior Walls
Interior Walls
Floor

Ceilings

Pipe Insulation
Stair Treads

3,800 sq. ft.
4,300 sq. ft.
2,325 sq. ft. x 4 units
890 sq. ft. x 4 units
890 sq. ft. x 4 units
50 lineal feet x 4 units
800 sq. ft.



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 1 of 22 DATE SAMPLES COLLECTED: November 1993
( ‘)BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
: See Numbers Below Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 : J. Kain and B. Kain Various
SAMPLE’ ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT

Building Numbers:
4205, 4206, 4207, 6301-6324 and 6327-6345

INTERIOR:
L1127-16 " Blue paint on wall 13,157.9 Good
L1127-17 Brown paint on door . 12,762.6 Good
L1127-18 Off-white paint on wall 4,230.9 Good
L1127-19 White paint on wall 6135 Good
( ] ’ L1127-20 Qﬁ-white paint on wall 1,780.6 Good

( s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
.30 contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 2 of 22 DATE SAMPLES cOLLECTED: November 1993

(' }BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
Continued Housing 4-Plex 2 Story

TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.

865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PEM) CONDITION AMOUNT
INTERIOR - CONTINUED:

L1113-25 Off-white paint on wall 438.4 Poor

L1113-26 Pink paint on cabinets 10,451.6 Good

L1113-27 Peach paint on wall 2,555.0 Fair

L1113-28 A Beige paint on wall 5,183.8 Good
( L1113-29 Beige paint on wall 1,880.6 Fair

L1113-31 White paint on door jamb 6,642.8 Fair

L1113-32 Beige paint on wall 326.9 Poor

L1113-33 Blue paint on wall 1,610.0 Fair

L1113-34 Beige paint on wall 3,427.4 Fair

L1113-35 Off-white paint on wall 948.9 Fair

L1113-36 Beige with blue paint on wall 4015 Fair

L1113-39 Beige paint on wall 7.7 Fair
(-

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materlals
also contain lead and should be treated as such.



(

THE SZARAS COMPANIES

LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

PAGE 3 of 22

DATE SAMPLES COLLECTED: November 1993

T

;BUILDING NUMBER

Continued

BUILDING NAME
Housing 4-Plex

BUILDING DESCRIPTION

2 Story

TSC PROJECT NUMBER

TSC INSPECTOR

TSC LABORATORY ID No.

865 J. Kain and B. Kain Various
s:\:l::E SAMPLE LOCATION / DESCRIPTION R::S:::z,::) CONDITION AMOUNT
INTERIOR - CONTINUED:
L1113-40 Beige paint on wall 87.5 ’Fail"
L1127-10 Blue paint on trim 6,943.3 Good
L1127-11 White paint on wall 4,092.0 Fair
L1127-12 Beige paint on door 3,0é0.0 Good
- L1127-13 White paint on wall 24315 Good
L1127-15 White paint on wall 840.7 Good
L1124-8 White paint on wall 2,087.5 Poor
L1124-9 Yellow paint on wall 1,619.9 Poor
L1124-51 Beige pain on cabinets 3,784.0 Poor
L1124-52 White paint on wall 2,184 .5 Poor
L1124-53 Off-white paint on wall 2,727.6 Poor

.+ Is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
30 contain lead and should be treated as such.




LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 4 of 22 DATE SAMPLES coLLECTED: November 1993
(, ‘ .BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
. Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION/ DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
INTERIOR - CONTINUED:
L1124-54 Blue paint on wall 2,458.6 Poor
L1124-66 White paint on wall 3,528.7 Poor
L1124-67 White paint on wall 3,798.6 Poor
L1124-60 White paint on cabinets 37,9839 Poor
(" - L1124-61 White paint on wall 296.8 Poor
L1124-62 Lime and green paint on wall 616.5 Poor
L1124-63 White paint on riser 1,980.0 Poor
L1124-11 White paint on wall 1,683.7 Poor
L1124-12 Yellow paint on ceiling 11,000.0 Poor
L1124-13 - White paint on wall 901.3 Poor
L1124-16 Beige paint on wall 2,192.9 Poor

1it'is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
< 30 contain lead and should be treated as such.

§



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 5 of 22 DATE SAMPLES coOLLECTED: November 1993
(f : ‘;BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
- Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PemM) CONDITION AMOUNT
INTERIOR - CONTINUED:

L1124-17 White paint on wall 163.6 Poor
L1124-18 White paint on ceiling 890.7 Poor
L1124-19 Blue paint on wall 2,071.0 Poor
L1124-20 Gold paint on wall 127,604.2 Poor
(” - L1124-22 White paint on wall 1,473.7 Poor
L1124-24 Green paint on stair riser 5,755.5 Poor
L1124-43 White paint on wall 2,311.6 Poor
L1124-45 Yellow paint on wall 2,911.1 Poor
L1124-46 Green paint on sink cabinet 20,4625 Fair

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
also contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 6 of 22 DATE SAMPLES COLLECTED: November 1993
(/’»h .BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
: Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY 1D No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
INTERIOR - CONTINUED:
L1124-48 White paint on ceiling 3,003.4 Poor
L1124-50 Green paint on riser 15,637.5 Poor
L1124-32 Green paint on wall 1,411.1 Poor
L1124-33 Green paint on wall 25447 Poor
(, . L1124-34 Gold paint on wall 1,555.8 Poor
L1124-35 Yellow paint on ceiling 1,958.3 Poor
L1124-38 Green paint on wall 2,613.0 Poor
L1124-39 Black paint on stair riser 11,436.2 Poor
L1124-41 White paint on wall 1,042 .2 Poor
L1124-42 Blue paint on riser 20,786.1 Poor
L1124-26 White paint on wall 20,226.1 Poor
L1124-27 Green paint on door 36,147.9 Poor
M

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
also contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 7 of 22 DATE SAMPLES COLLECTED: November 1993
</ h }BUILDING NUMBER BUILDING NAME : BUILDING DESCRIPTION
~ Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID NoO.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS (ppM) CONDITION AMOUNT
INTERIOR - CONTINUED:
L1124-28 White paint on wall 5,763.9 Poor
L1124-29 Blue paint on wall 1,473.7 Poor
L1124-30 Blue paint on wall 556.2 Poor
L1124-31 Beige paint on wall 2,757.3 Poor
< - L1125-1 White paint on wall 1,373.1 Poor
L1125-2 Off-white paint on wall 42742 Poor
L1125-3 Off-white paint on ceiling 147.7 Poor
L1125-4 Pink paint on wall 5,978.5 Poor
L1125-5 White paint on ceiling 2,3121 Poor
L1125-7 Yellow paint on ceiling 616.2 Poor
L1124-74 White paint on ceiling 2,011.1 Poor
L1124-75 Blue paint on voltage box 149,742.3 Poor
I

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
also contain lead and should be treated as such. :

¥l
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LEAD BASED PAINT SAMPLING LoG

NAF MIDWAY

THE SZARAS COMPANIES PAGE 8 of 22 DATE SAMPLES COLLECTED: November 1993
V bUlLDlNG NUMBER BUILDING NAME BUILDING DESCRIPTION
Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
INTERIOR - CONTINUED: »
L1111-11 Beige with light and medium green paint on wall 49147 Poor
L1111-12 White with light and dark blue gray paint on door 8,105.0 Poor
L1111-13 White, beige and light green and light blue paint 1,778.3 Poor
on wall
L1111-14 | Yellow, medium blue and medium green paint on 11,330.0 Poor
cabinet

- L1111-15 White and green paint on ceiling 587.0 Poor
L1111-16 Blue over mustard color paint on wall 5,720.0 Poor
L1111-17 White, orange, blue and yellow paint on wall 8,265.3 Poor
L1111-18 White, green and beige paint on wall 2,027.3 Poor
L1111-19 Light green and dark green gray paint on wall 1,122.9 Poor
L1111-20 White paint on ceiling 1,873.2 " Poor

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials

also contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LoG
NAF MibwAyY

THE SZARAS COMPANIES PAGE 9 of 22 DATE SAMPLES COLLECTED: November 1993
(" ) :E‘VBUILDING NUMBEﬁ BVUILDING NAME BUILDING DESCRIPTION
Sy Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS (M) CONDITION AMOUNT

L1111-22 Black paint on stair riser 4,800.0 Poor
L1111-23 White, yellow and green paint on wall 3,953.0 Poor
L1111-24 White and medium green paint on wall 907.6 Poor
L1111-25 White, beige and blue paint on wall 2,580.0 | Poor
L1111-26 White, blue and beige paint on wall 1,138.5 Poor

( - L1111-27 Blue paint on wall 1,422.3 Poor
L1111-28 Aqua paint on door frame 1,800.5 Poor
L1111-29 White, blue, green and yellow paint on wall 11,216.5 Poor
L1111-30 White, blue, green and yellow paint on wall 3,550.0 - Poor
L1111-31 Orange paint on all voltage boxes 158,450.0 Poor
L1111-83 White, green and peach paint on wall 1126 Poor
L1111-34 White, beige and pink paint on wall 740.3 Poor
L1111-35 Brown paint on trim of 5 doors 4,230.1 Poor

1

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
also contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 10 of 22 DATE SAMPLES COLLECTED: November 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
: Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR . TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
INTERIOR - CONTINUED:

L1111-36 2 shades of green and beige paint on wall 25814 Poor
L1111-37 White paint on ceiling 3,185.7 Poor
L1111-38 Off-white with greén paint on wall 3,880.4 Poor
L1111-39 Off-white and green paint on wall 1,995.9 Poor
(" .L1111-40 Blue beige paint on wall 1,134.1 Poor
L1111-41 Blue, green and beige paint on door 2,345.8 Poor
L1111-42 White with beige paint on wall 38,763.1 Poor
L1111-43 White paint on ceiling 382.9 Poor
L1111-44 Beige paint on wall 1,947 .9 Poor
L1111-45 Blue paint on wall | 1,706.8 Poor
L1111-46 Beige with blue paint on wall 7,818.7 Poor

. Is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( 50 contain lead and should be treated as such.

it



LEAD BASED PAINT SAMPLING LoG
NAF MIDwWAY

THE SZARAS COMPANIES PAGE 11 of 22 DATE SAMPLES COLLECTED: November 1993
( ‘BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
. Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ] ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
INTERIOR - CONTINUED:
L1111-47 White, green and blue paint on wall 3,556.1 Poor
L1111-48 White, green and blue paint on wall 3,570.4 Poor
L1111-49 Blue/gray paint on trim of closet door _ 14,245.0 Poor
L1111-50 White paint on stair riser 5,096.8 Poor
(/ .L1111-51 Beige and peach paint on wall 5,096.8 Poor
L1111-52 Beige, green and blue paint on wall 2,296. Poor
L1111-53 White paint on ceiling 1,176.9 Poor
L1111-54 Beige and gray paint on wall 160.9 Poor
L1111-55 White and blue paint on ceiling 6,705.3 Fair
L1111-57 White paint on wall 2,726.0 Fair
L1111-58 Peach and blue paint on wall 827.0 Fair

_ . is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( 50 contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES ' PAGE 12 of 22 DATE SAMPLES COLLECTED: November 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
: Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
INTERIOR - CONTINUED:

L1111-59 Off-white and green paint on wall 3,697.8 Fair
L1111-60 White paint on ceiling 4,5456 Fair
L1111-61 Green paint' on wall 4573.7 Fair
L1111-63 White and peach paint on wall 2,388.3 Fair
( - L1111-64 White and green paint on wall 950.5 Poor
L1111-66 White and blue gray paint on wall 795.0 Poor
L1111-67 | Yellow, light blue and dark blue paint on cabinets 1,114.6 Poor
L1111-68 Off-white and green paint on wall 507.1 Poor
L1111-69 Off-white and green paint on wall 1,269.3 Poor
L1111-70 Black paint on riser 8,014.3 Poor

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
also contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MibwAY

THE SZARAS COMPANIES PAGE 13 of 22 DATE SAMPLES COLLECTED: November 1993
(/ ‘ /BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
Sy Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
INTERIOR - CONTINUED:
L1111-71 Green paint on wall 671.7 Poor
L1111-72 Beige paint on wall 1,029.0 Poor
L1111-73 Blue paint on wall 4,245 .6 Poor
L1111-74 Pink paint on wall 2,702.1 Poor
(” " L1111-75 Blue paint on wall 691.3 Poor
L1111-76 Beige and yeliow/blue paint on wall 2,536.1 Poor
L1111-77 Green, white and beige paint on wall 10,189.6 Poor
L1111-78 Yellow paint on wall 1,456.2 Poor
L1111-79 Peach, yellow and white paint on wall 1,962.2 Poor
L1124-6 White paint on ceiling 1,793.3 Poor
L1124-56 White paint on wall 4,320.5 Poor

. Is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
30 contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LoOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 14 0f 22 = DATE SAMPLES COLLECTED: November 1993
( ) ‘ﬁ:BUlLDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (pPM) CONDITION AMOUNT
INTERIOR - CONTINUED:
L1124-57 Blue paint on wall 3,386.5 Poor
L1124-58 White paint on wall 630.4 Poor
L1124-59 White paint on wall 1,067.6 Poor
L1124-68 Beige paint on wall 5,128.7 Poor
(‘ L1124-69 Blue paint on wall 1,676.8 Poor
L1124-70 White paint on ceiling 2,919.9 Poor
L1124-71 White paint on vertical pipe 57,925.2 Poor
L1124-72 Yellow paint on wall 2,047 4 Poor
L1124-73 Green paint on wall 1,391.9 Poor
L1125-10 White paint on ceiling 676.6 Poor
L1125-11 Beige paint on wall 4217.0 Poor

_« Is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
'0 contain lead and should be treated as such.

e



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES ' PAGE 15 of 22 DATE SAMPLES coLLECTED: November 1993
( ‘ BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION ‘ RESULTS (PPM) CONDITION AMOUNT
INTERIOR - CONTINUED:

L1125.12 White paint on wall 2,543 1 Poor
L1125-14 Blue paint on wall 747.6 Poor
L1125-15 Beige paint on wall 14,3820 Poor
L1125-16 Off-white paint on wall 1,633.3 Poor
( - L1125-17 Orange paint on cabinets 8,104.2 Poor
L1125-18 Black paint on riser 7,860.1 Poor
L1125-19 Blue paint on wall 1,522.9 Poor
L1125-23 Off-white paint on ceiling 686.4 Poor
L1125-24 Blue/green paint on wall 2,151.6 Poor
L1125-25 White paint on oeil'ing 2,048.6 Poor
L1125-26 White paint on wall 3,038.0 Poor

s assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
& ‘o contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 16 of 22 DATE SAMPLES cOLLECTED: November 1993
( NVBUII.DING NUMBER BUILDING NAME BUILDING DESCRIPTION
- Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT

L1125-27 White paint on wall 2,005.5 Poor
L1125-28 White paint on wall 2,382.9 Poor
L1125-29 White paint on wall 4,247 1 Poor
L1125-31 White paint on wall 13,179.3 Poor
L1125-32 Black paint on riser 5,750.0 Poor
(’ L1125-34 Blue paint on voltage box 187,225.3 Poor
L1125-35 White paint on wall 19,166.7 Poor
L1125-36 Blue paint on voltage box 157,729.9 Poor
L1125-37 White paint on door 6,763.6 Poor
L1125-38 White paint on ceiling 1,784.9 Poor
L1125-40 Silver paint on pipe 108,320.3 Poor
L1125-41 White paint on wall 18,178.2 Poor

~ Is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
Q o contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 17 of 22 DATE SAMPLES coOLLECTED: November 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
o Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 , J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (pPM) CONDITION AMOUNT
INTERIOR - CONTINUED:

L1125-43 White paint on wall 2,086.5 Poor
L1125-44 White paint on pipe 82,656.2 Poor
L1125-45 White paint on wall 6,972.5 Poor
L1125-46 Off-white paint on wall 2,750.3 Poor
( L1125-47 Brown paint on wall 2,77836 Poor
L1125-48 " White paint on wall 985.9 Poor
L1125-49 Green paint on wall 1,2185 Poor
L1125-50 White paint on ceiling ' 2,090.2 Poor
L1125-51 White paint on wall 2,421.3 Poor
L1125-52 White paint on wall 21513 Poor
L1125-53 White paint on ceiling 4,798 .4 Poor
L1125-54 Yellow paint on voltage box 142,282.6 Poor

itis assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
also contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 18 of 22 DATE SAMPLES COLLECTED: November 1993
(‘ h BUILDING NUMBER BVUILDING NAME BUILDING DESCRIPTION
Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
INTERIOR - CONTINUED:

L1125-55 Black paint on stair riser 31,7445 Poor
L1124-2 Green paint on stair riser 4,475.0 Fair
L1124-3 White paint on stair tread 6,013.1 Fair
L1124-4 White paint on ceiling 1,498.7 Fair
< L1125-39 Green paint on wall 1,475.3 Poor

_ - Is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( ‘o contain lead and should be treated as such.

e



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 19 of 22 DATE SAMPLES COLLECTED: November 1993

( ) jBUlLDlNG NUMBER BUILDING NAME BUILDING DESCRIPTION
vy Continued Housing 4-Plex 2 Story

TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.

865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID No SAMPLE LOCATION / DESCRIPTION RESULTS (PPM) CONDITION AMOUNT
EXTERIOR:

L1113-30 Beige paint on wall 232 Fair

L1113-37 Red deck paint None detected Fair

L1113-38 Light brown paint on door 2,230.1 Poor

L1124-65 Yellow paint on wall 10,600.0 Poor
( - L1124-64 Blue paint on wall 1,980.6 Poor

L1124-14 White paint on wall 919.8 Fair

L1124-15 Pink paint on wall 1,985.2 Poor

L1124-21 Dark green paint on trim 93,105.7 Poor

L1124-23 Blue paint on deck 92,788.5 Poor

L1124-25 Beige paint on wall 1,071.9 Poor

L1124-44 Green paint on shed door 5,255.1 Poor

L1124-47 White paint on wall 2353 Fair
(!

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
also contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
' NAF MIDWAY

THE SZARAS COMPANIES PAGE 20 of 22 DATE SAMPLES coLLECTED: November 1993
(fﬂ“ ’>BUILDING NUMBER BUILDING NAME ‘ BUILDING DESCRIPTION
- Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (ppM) _ CONDITION AMOUNT
EXTERIOR - CONTINUED:

L1124-49 Pink paint on wall 1,289.1 Poor
L1124-36 Green paint on floor . 21,728.7 Poor
L1124-37 Green paint'on wall 1,135.8 Poor
L1124-40 Gray paint on door trim 81,737.5 Poor
(‘ L1125-8 Beige paint on wall 664.9 Poor
L1125-9 Green paint on trim 23,635.2 Poor
L1111-21 Light green paint on block wall 63,903.1 Poor
L1111-32 Yellow paint on wall 931.0 Poor
L1111-56 Shades of green paint on block wall 963.6 Fair
L1111-62 White and peach paint on wall 1,466.5 Fair
L1111-65 Yellow paint on wall 4 733.3 Poor

_Itis assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( Yo contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LoG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 21 of 22 DATE SAMPLES COLLECTED: November 1993
(—k‘ ‘ ,BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
: Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain’ Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS (PpM) CONDITION AMOUNT
EXTERIOR - CONTINUED:
L1124-5 Green paint on wall 2,340.6 Poor
L1124-7 Yellow paint.on wall 1,905.8 Poor
L1124-55 Green paint on walls 650.2 Poor
L1125-13 White paint on door 29,153.2 Poor
(" -,L1125-30 Light brown paint on wall 8844 Poor
L1125-33 Dark gray paint on floor 2,134.2 Poor
L1125-42 Green paint on wall 1,896.1 Poor
L1125-49 Green paint on wall 1,218.5 Poor
L1127-14 Beige paint on wall 1,856.7 : Fair
L1127-10 Yellow paint on wall 6,943.3 Poor
L1125-6 Green paint on wall 896.5 Poor

It is assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( \Jo contain lead and should be treated as such.



LEAD BASED PAINT SAMPLING LOG
NAF MIDwWAY

THE SZARAS COMPANIES PAGE 22 of 22 DATE SAMPLES COLLECTED: November 1993
( BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
. Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various

SAMPLE ANALYTICAL

ID NO SAMPLE LOCATION / DESCRIPTION CONDITION

RESULTS (PPM) AMOUNT

EXTERIOR - CONTINUED:

L1124-3 White paint on stair tread 6,013.1
L1124-4 White paint on ceiling 1,498.7
L1124-2 Green paint on stair riser 4,475.0

_ Itis assumed that anywhere the above identified lead based paint materials are found in the building, that those materials
( 'so contain lead and should be treated as such.
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THE SZARAS COMPANIES PAGE 10f 9 DATE SAMPLES COLLECTED: November 1993
( \“‘BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
- Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
INTERIOR:
A1113-14 Turquoise with white streaks Tile - 2% Chrysotile No " Good
12" x 12" floor tile Mastic - 30%
Chrysotile
A1113-15 Black with beige and green streaks Tile - 8% Chrysotile No Good
9" x 9" floor tile Mastic - 7%
Chrysotile
A1113-16 Pipe lagging 25% Chrysotile Yes Fair
A1113-17 Stucco on wall None detected No Fair
A1113-18 Celery green with white flecks Tile - 5% Chrysotile No Fair
. 12" x 12" floor tile Mastic - 20%
Q s Chrysotile
"l A1113-19 Drywall None detected No Poor
A1113-20 Brown with orange and white streaks | Tile - 1% Chrysotite No Fair
12" x 12" floor tile Mastic - 20%
Chrysotile
A1113-21 Black with off-white streaks Tile - 5% Chrysotile No Fair
9" x 9" floor tile Mastic - 4%
, Chrysotile
A1113-22 | Light green with dark green and white | Tile - 8% Chrysotile No Good
steaks Mastic - 6%
9" x 9" floor tile Chrysotile
A1113-23 Red stair tread Tile - 20% Chrysotile No Good
Mastic -
None detected
A1124-27 Brown with white streaks Tile - 1-2% Chrysotile No "~ Fair
9" x 9" floor tile Mastic - 4%
Chrysotile
A1124-6 Gray/white stair tread 25% Chrysotile No Good

is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
('qaterials also contain asbestos and should be treated as such.
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THE SZARAS COMPANIES PAGE 2 of 9 DATE SAMPLES COLLECTED: November 1993
( BUILDING NUMBE.R BUILDING NAME * BUILDING DESCRIPTION
y Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR . TSC LABORATORY l.D No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT

INTERIOR - CONTINUED:

A1124-9 Beige with brown and white streaks Tile - 1-2% Chrysotile No Fair
12" x 12" floor tile Mastic - 6%
_ Chrysotile
A1124-10 Green with white streaks Tile - 20% Chrysotile No Fair
9" x 9" floor tile Mastic - 8%
Chrysotile
A1124-11 Window putty "1 None detected No Fair
A1124-12 Green with white streaks Tile - 18% Chrysotile No Fair
9" x 9" floor tile Mastic - 15%
Chrysotile
A1124-13 Black with white streaks Tile - 8% Chrysotile No Fair
9" x 9" floor tile Mastic - 10%
(* Chrysotile
~. . A1124-14 Brick red with white steaks Tile - 4% Chrysotile No Fair
9" x 9" floor tile Mastic - 20%
Chrysotile
A1124-22 Brown with square imprint Tile - 1-2% Chrysotile No Fair
12" x 12" floor tile Mastic -
None detected
A1124-19 Pipe lagging 10% Chrysotile Yes Fair
25% Amosite
A1124-20 Beige with brown clover design Tile - 4% Chrysotile No Good
12" x 12" floor tile Mastic - 6%
Chrysotile
A1124-16 Black with white and green Tile - 18% Chrysotile No Fair
9" x 9" floor tile Mastic - 5%
Chrysotile
A1124-17 Gray with red and white streaks Tile - ,,1% Chrysotile No Fair
9" x 9" floor tile Mastic - 10%
Chrysotile
A1124-18 Black with white streaks Tile - 8% Chrysotile No Fair
9" x 9" floor tile Mastic - 12%
Chrysotile

is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
_mnaterials also contain asbestos and should be treated as such.

(

AN
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THE SZARAS COMPANIES PAGE 3 of 9 DATE SAMPLES COLLECTED: November 1993

(/’ BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
. Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
INTERIOR - CONTINUED:
A1125-1 Red with white streaks Tile - ,,1% Chrysotile No Fair
9" x 9" floor tile Mastic - 8%
Chrysotile
A1125-3 Pipe lagging 35% Amosite Yes Fair
A1124-30 Black with white streaks Tile - 4% Chrysotile No Fair
9" x 9" floor tile Mastic - 2%
Chrysotile
A1124-31 Black with white and green streaks Tile - 10% Chrysotile No Fair
9" x 9" floor tile Mastic - 4%
Chrysotile
A1124-32 Green with white streaks Tile - 5% Chrysotile No Fair
12" x 12" floor tile Mastic - 15%
( | Chrysotile
oo A1111-7 Beige with brown and white streaks 4% Chrysotile No Fair
9" x 9" floor tile :
A1111-7A Red 9" x 9" floor tile Tile - 4% Chrysotile No Fair
: Mastic - 1-2%
Chrysotile
A1111-8 Pink insulation on pipe elbow 25% Chrysotile Yes Fair
30% Amosite
A1111-9 Pink pipe lagging 40% Amosite Yes Fair
A1111-10 White pipe lagging 30% Chrysotile Yes Fair
10% Amosite
A1111-11 Gray/white stair tread Tile - 20% Chrysotile No Good
Mastic - 1-2%
Chrysotile

It is assumed that anywhere the above identified as
materials also contain asbestos and should be treat

bestos containing building materials are found in the building, that those
ed as such.
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THE SZARAS COMPANIES

PAGE 4 of 9 DATE SAMPLES COLLECTED: November 1993

( BUILDING N

UMBER BUILDING NAME

BUILDING DESCRIPTION

Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
ID NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
INTERIOR - CONTINUED:
A1111-12 Black with green and white streaks Tile - 8% Chrysotile No - Fair
9" x 9" floor tile Mastic - 3% Amosite
A1111-13 Aqua with white streaks Tile - None detected No- Fair
12" x 12" floor tile Mastic - 20%
Chrysotile
Al1111-14 Orange mastic on wall None detected No Fair
A1111-16 Green with white streaks Tile - 4% Chrysotile No Poor
9" x 9" floor tile Mastic - 2%
Chrysotile
A1111-17 Black with white and red streaks Tile - None detected No Poor
9" x 9" floor tile Mastic - 5%
( o Chrysotile
—y A1111-18 Stair tread and mastic None detected No Good
A1111-19 Pink pipe lagging 35% Amosite Yes Fair
A1111-20 White pipe lagging 10% Chrysotile Yes Fair
18% Amosite
A1111-21 Black with white streaks 10% Chrysotile No Fair
9" x 9" floor tile
A1111-22 | Beige with orange and brown streaks | Tile - None detected No Fair
12" x 12" floor tile Mastic - 3%
Chrysotile
A1111-23 Pink pipe lagging 40% Amosite Yes Fair

It is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those

materials also contain asbestos and should be treated as such.




ASBESTOS BULK SAMPLING LOG
NAF MIDWAY

THE SZARAS COMPANIES PAGE 5 of 9 DATE SAMPLES cOLLECTED: November 1993
( \ BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
S Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE . ANALYTICAL
ib NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
INTERIOR - CONTINUED:
A1111-24 White pipe lagging 25% Chrysotile Yes Fair
30% Amosite
A1111-25 Red with white and orange streaks Tile - 5% Chrysotile No Fair
9" x 9" floor tile Mastic - 3%
Chrysotile
A1111-26 Window putty None detected No Poor
A1111-27 Black with white streaks Tile - 4% Chrysotile No Fair
9" x 9" floor tile Mastic - 6%
Chrysotile
A1111-28 White pipe lagging 25% Amosite Yes Fair
A1111-29 White pipe lagging 3% Chrysotile Yes . Fair
20% Amosite
A1124-28 Pipe lagging 1-2% Chrysotile Yes Fair
35% Amosite
A1124-29 White pipe lagging 35% Amosite Yes Fair
A1125-4 Tar wrap on pipe 20% Amosite No Fair
A1125-5 Stairwell stair tread None detected No Fair
A1126-6 Black with white streaks Tile - 8% Chrysotile No Poor
9" x 9" floor tile Mastic - 6%
Chrysotile

It is assumed that anywhere the above identified asbestos containin

materials also contain asbestos and should be treated as such.

(.

g building materials are found in the building, that those
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THE SZARAS COMPANIES PAGE 6 of 9 DATE SAMPLES coLLECTED: November 1993
( ;BUII.DING NUMBER BVUILDING NAME BVUILDING DESCRIPTION
S Continued Housing 4-Plex 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY 1D NoO.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
INTERIOR - CONTINUED:
A1126-7 Pipe lagging 45% Amosite No Fair
A1126-8 Green with white streaks Tile - None detected No Fair
12" x 12" floor tile Mastic - 8%
Chrysotile
A1126-9 Pipe lagging 10% Chrysotile Yes Fair
' 35% Amosite
A1125-12 Brick red with white streaks Tile - 5% Chrysotile No Fair
9" x 9" floor tile Mastic - 8%
Chrysotile
A1125-11 Pipe lagging 15% Chrysotile Yes Fair
i 45% Amosite
( A1125-13 Beige with brown and white streaks None detected No Fair
12" x 12" floor tile
A1125-15 Pipe lagging 10% Chrysotile Yes Fair
40% Amosite
A1125-16 Pipe lagging 2% Chrysotile Yes Fair
35% Amosite
A1125-17 White/gray stair tread 8% Chrysotile Yes Fair
A1125-18 Green with white streaks Tile - 20% Chrysotile Yes Fair
9" x 9" floor tile Mastic:2% Chrysotile
Tile - 12% Chrysotile
Mastic: 15%Chrysotile
A1125-19 Window putty None detected Yes Fair
A1125-20 Pink pipe lagging 1-2% Chrysotile Yes Fair
45% Amosite

is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those

( naterials also contain asbestos and should be treated as such.
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THE SZARAS COMPANIES PAGE 7 of 9 DATE SAMPLES COLLEcCTED: November 1993

( 'BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION

Continued Housing 4-Plex 2 Story
TSC PRoJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
iD NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
INTERIOR - CONTINUED:
A1125-22 Pipe lagging 55% Amosite Yes Fair
A1125-23 Black with white and green streaks Tile - 20% Chrysotile No Fair
9" x 9" floor tile Mastic - 8% :
Chrysotile
A1125-24 Black with white streaks Tile - 18% Chrysotile No Fair
9" x 9" floor tile Mastic - 12%
Chrysotile
A1125-25 Pipe lagging 35% Amosite Yes Fair
A1125-26 Red with white streaks Tile - 4% Chrysotile No Fair
9" x 9" floor tile Mastic - 2%
o Chrysotile
(‘, A1125-28 Window putty None detected No Fair
A1125-29 Black with white streaks Tile - 15% Chrysotile No Fair
9" x 9" floor tile Mastic - 10%
Chrysotile
A1125-30 Gray/white stair tread 8% Chrysotile No Fair
A1125-31 Red with white streaks Tile - 5% Chrysotile No Fair
9" x 9" floor tile Mastic - 8%
Chrysotile
A1125-32 Pipe Lagging 2% Chrysotile No Fair
45% Amosite
A1124-1 Beige with brown 12" x 12" floor tile Tile - 3% Chrysotile Yes Fair
Mastic - 5%
Chrysotile

It is assumed that anywhere the above identified asbestos containin

materials also contain asbestos and should be treated as such.

g building materials are found in the building, that those
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THE SZARAS COMPANIES PAGE 8 of 9 DATE SAMPLES COLLECTED: November 1993
(#;\ :BUILDING NUMBER BUILDING NAME BUILDING DESCRIPTION
N Continued Housing 4-Plex ‘ 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
EXTERIOR:
- A1124-7 Stucco on wall None detected No Fair
A1124-8 Gray with red and white streaks Tile - 2% Chrysotile No Fair
9" x 9" floor tile Mastic -
None detected
A1124-15 Stucco None detected No Poor
A1124-21 Window putty None detected No Fair
A1124-23 Widow putty None detected No Fair
( -~ A1124-24 Stucco 2% Chrysotile No Poor
A1125-2 Stucco None detected No Fair
A1124-33 Black tar wrap 5% Chrysotile No Fair
A1126-21 Core of rock roof None detected No Fair
A1111-15 Window putty None detected No Poor
A1111-30 Concrete None detected No Poor
A1124-2 Green with white 9" x 9" floor tile 9% Chrysotile No Fair

“ is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.

Q A
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THE SZARMAS COMPANIES

( ‘BUILDING INUMBER

PAGE 9 of 9 DATE SAMPLES COLLECTED: November 1993

BUILDING NAME BUILDING DESCRIPTION

Continued Housing 4-Plex. 2 Story
TSC PROJECT NUMBER TSC INSPECTOR TSC LABORATORY ID No.
865 J. Kain and B. Kain Various
SAMPLE ANALYTICAL
1D NO SAMPLE LOCATION / DESCRIPTION RESULTS FRIABLE CONDITION AMOUNT
EXTERIOR - CONTINUED:
A1124-3 Transite and tar paper 30% Chrysotile siding No - Fair
45% Chrysotile
tar paper
A1126-24 Rock roof None detected No Fair
A1126-23 Stucco None detected No Fair
A1125-14 Stucco coating None detected No Fair
A1126-20 Core of rock roof None detected No Fair
( - A1125-27 Transit siding 15% Chrysotile No Fair
A1125-28 Window putty None detected No Fair
A1127-8 Beige stucco <1% Chrysotile
A1124-26 Transite pipe 5% Chrysotile
A1126-22 Rock core rock roof None detected
A1126-10 Stucco None detected

" Is assumed that anywhere the above identified asbestos containing building materials are found in the building, that those
aterials also contain asbestos and should be treated as such.
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